Fire Alarm Inspection Report

Inspector: JOAN FORERQO- HURTADO Property Name: ASBURY PARK VILLAGE
Contract No.: 29230 Property Address: 2 ATKINS AVENUE

Inspection Date: 8/16/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  Fire Alarm System
General Information

General
1 Name of Monitoring Company FIRE TECHNOLOGIES
2 Date of Inspection 8/16/22
3 Control Panel Make EDWARDS
4 Control Panel Model EST3
5 Circuit Styles ADDRESSABLE
6 Number of Circuits 2
7 Qty of Manual Pull Stations 4
8 Qty of Ion Smoke Detectors 0
9 Qty of Photo Smoke Detectors 10
10 Qty of Heat Detectors 6
11 Qty of Duct Detectors 0
12 Qty of Carbon Monoxide Detectors 0
13 Qty of Water Flow Switches 0
14 Qty of Supervisory Switches 0
15 Qty of Alarm Indicating Appliances 8
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Fire Alarm Inspection Report

Property Name
Property Address

Phone Number:
Contact:

: ASBURY PARK VILLAGE

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADC

: 2 ATKINS AVENUE Contract No.: 29230

ASBURY PARK, NJ 07712

Inspection Date: 8/16/2022

© (732) 774-2660

System Designation:

oA W

[v] Yes
] Yes
v Yes
v Yes
v Yes

6 v Yes

10
11
12

13
14
15
16
17
18
19

20
21
22
23
24
25

v Yes

v Yes
v Yes

v Yes
v Yes
v Yes

v Yes
[v] Yes
¥ Yes
v Yes
| Yes
] Yes
[ ]Yes

ERES

C

[

[v] Yes
[v] Yes
V] Yes
¥ Yes
| Yes
[ ]Yes

MICKI

Fire Alarm System

~ No
" No

No
No
No

No

. No

No

| No

No

| No
| No

No
No
No
No
No
No
No

No
No
No
No
No
No

Visual Inspection
C A Are control panel fuses, lamps and Primary power breaker marked and locked?
] N/A Do batteries have proper connectors, and appear to be free of corrosion?
T N/A Do remote annunciators have zone locations listed?
T N/A Are Transmitters and phone lines in working order?

| NfA Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.
Control Equipment
[/ N/A Do all lamps light?

L N/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)
[ N/A When primary power is removed, will system operate under full load for 5 minutes?

- N/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?
[ ] N/A Did system ground fault detection operated properly?
N/A Did transmission of signals to off-premises location operated properly?
N/A Did panel supervision operated properly?
Initiating Devices
_N/A Did all restorable heat detectors operate properly?
__ N/A  Are all non restorable devices less than 15 years old?
I N/A Did all manual pull fire alarm boxes operate properly?
/A Did all smoke detectors operate properly?
v N/A Did duct detectors operate properly?
W N/A Did protected beam detectors cperate properly?
v N/A Did sprinkler switches operate properly?
Notification Devices
L IN/A All alarms operate properly?
LI N/A  Did all visible appliances operate properly?
CIN/A  Did central station receive signals
T N/A Did annunciator operate properly and report accurately?
LI N/A Did the supervised circuits activate a trouble when a wire from a device was removed?

W N/A  Did smoke doors close on alarm?

Tuesday, August 23, 2022

City Fire Equipment Company, Inc.
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Fire Alarm Inspection Report

AP pE Ve eFb-E=

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600

Fax: 973-781-1099

Inspector: JOAN FORERQ- HURTADO
Contract No.: 29233
Inspection Date: 8/16/2022

Property Name: WASHINGTON VILLAGE

Property Address: 1259-WASHINGTON-AVENUE-
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

System Designation:

Fire Alarm System

Service Type Location
1 MOKE DETECTOR LOUNDRY RM 1 v Yes | No || NjA
2 MOKE DETECTOR LOUNDRY RM 2 v Yes [ INo [ NA
3 MOKE DETECTOR COMMUNITY ROOM LEFT W Yes [ INo [ N/A
4 MOKE DETECTOR COMMUNITY ROOM RIGHT v Yes _|No [ | N/A
5 MOKE DETECTOR COMMUNITY ROOM KITCHEN viYes [ INo _|N/A
6 MOKE DETECTOR COMMUNITY HALL v Yes _ No [ |N/A
7 MOKE DETECTOR MAINTENANCE OFFICE HALL Wl Yes [ No [ |N/A
8 MOKE DETECTOR MAINTENANCE OFFICE MENS RM wYes [ No [N/A
9 MOKE DETECTOR MAINTENANCE OFFICE LADIES RM W Yes [ No [ ]N/A
10 MOKE DETECTOR MAINTENANCE OFFICE 2ND FLOOR STORAGE v Yes [ No [ N/A
11 HEAT DEECTOR MAINTENANCE OFFICE 2ND FLOOR UTILITY RM W Yes [ INo [ N/A
12 HEAT DEECTOR MAINTENANCE OFFICE 2ND FLOOR UTILITY RM-1 V¥ Yes _No [ N/A
13 HEAT DEECTOR FIRE ALARM CONTROL PANEL v Yes __ No _ | NJA
14 HEAT DEECTOR COMMUNITY ROOM WATER HEATER RM V¥ Yes [ No [ N/A
15 HEAT DEECTOR COMMUNITY ROOM LADIES RM W Yes [ [No [ |N/A
16 HEAT DEECTOR COMMUNITY ROOM MENS RM-1 v Yes [ [No [ |IN/A
17 HEAT DEECTOR MAINTENANCE OFFICE 1 v Yes [ INo [ N/A
18 HEAT DEECTOR MAINTENANCE OFFICE 2 ViYes [INo [ N/A
19 HEAT DEECTOR MAINTENANCE OFFICE 3 Vi Yes INo [ | N/A
20 PULL STATION LOUNDRY RM viYes T No [ ]N/A
21 PULL STATION COMMUNITY ROOM viYes [ No [ ]N/A
22 PULL STATION MAINTENANCE OFFICE vlYes [ No [ |N/A
23 PULL STATION MAINTENANCE OFFICE-BACK ENTRANCE W Yes [ No [ ]N/A
24 PULL STATION MAINTENANCE OFFICE-2ND FLOOR ¥ Yes [ No [ ]N/A
25 PULL STATION MAINTENANCE OFFICE-2ND FLOOR-1 v Yes [ No [ InA
Sensitivity testing is not part of this test and should be conducted on two year intervals.
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Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO Property Name: WASHINGTON VILLAGE
Contract No.: 29233 Property Address: 1259 WASHINGTON AVENUE
Inspection Date: 8/16/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  Fire Alarm System
General Information

General
1 Name of Monitoring Company FIRE TECHNOLOGIES
2 Date of Inspection 8/16/22
3 Control Panel Make EDWARDS
4 Control Panel Model EST3
5 Circuit Styles ADDRESSABLE
6 Number of Circuits 2
7 Qty of Manual Pull Stations 6
8 Qty of Ion Smoke Detectors 0
9 Qty of Photo Smoke Detectors 10

10 Qty of Heat Detectors 8
11 Qty of Duct Detectors 0
12 Qty of Carbon Monoxide Detectors 0
13 Qty of Water Flow Switches 0
14 Qty of Supervisory Switches 0
15 Qty of Alarm Indicating Appliances 8
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:
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Tuesday, August 23, 2022

System Designation:

733 Ridgedale Avenue
East Hanover, N1 07536
Phone: 973-560-1600
Fax: 973-781-1099

WASHINGTON VILLAGE Inspector: JOAN FORERO- HURTADO
1259 WASHINGTON AVENUE Contract No.: 29233
ASBURY PARK, NJ 07712 Inspection Date: 8/16/2022
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(732) 774-2660
MICKI

Fire Alarm System

Visual Inspection

L1 N/A
[1N/A
V| N/A
CIn/a

N/A

Are control panel fuses, lamps and Primary power breaker marked and locked?

Do batteries have proper connectors, and appear to be free of corrasion?

Do remote annunciators have zone locations listed?

Are Transmitters and phone lines in working order?

Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler

tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

N/A
N/A

1]

N/A
N/A

N/A
N/A
T N/A

Do all lamps light?

Remave secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

When primary power is removed, will system operate under full load for 5 minutes?

Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

Did system ground fault detection operated properly?

Did transmission of signals to off-premises location operated properly?

Did panel supervision operated properly?

Initiating Devices

_I N/A
L1 N/A
Clnya
Clnya
V| N/A
| N/A
I N/A

L]

Did all restorable heat detectors operate properly?
Are all non restorable devices less than 15 years old?
Did all manual pull fire alarm boxes operate properly?
Did all smoke detectors operate properly?

Did duct detectors operate properly?

Did protected beam detectors operate properly?

Did sprinkler switches operate properly?

Notification Devices

I N/A
[ N/A
_ N/A
v N/A
7
v N/A

All alarms operate properly?

Did all visible appliances operate properly?

Did central station receive signals

Did annunciator operate properly and report accurately?

Did the supervised circuits activate a trouble when a wire from a device was removed?
Did smoke doors close on alarm?
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Fire Alarm Inspection Report

Property Name

AR T V 1 CFTE

Property Address: 2 ATKINS AVENUE

ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660

Contact: MICKI

. ASBURY-PARK VITHAGE

Inspection Date: 8/16/2022

System Designation:

1
2
3
4
5
6
7
8
9

10
11
12
13
14
15
16

Service Type
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
PULL STATION
PULL STATION
PULL STATION

Fire Alarm System

Location

SECURITY OFFCE

OFFICE EXIT 1

HALL 1

HALL 1-1

COMMUNITY ROOM RITE
COMMUNITY ROOM LEFT
COMMUNITY ROOM KITCHEN
COMMUNITY ROOM HALL
BOILER ROOM

WATER HEATER RM
SECURITY RM

OFFICE BATH 1

OFFICE BATH 2

LOUNDRY RM EXIT
COMMUNITY ROOM EXIT 1
COMMUNITY ROOM EXIT 3

733 Ridgedale Avenue

East Hanover, NJ 07936

Phane: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERQ- HURTADO

Contract No.: 29230

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Tuesday, August 23, 2022

v Yes _  No [ | N/A
Vv Yes | |No [ N/A
v Yes _INo [ ]N/A
v Yes __|No [ ]N/A
v Yes [ INo _|N/A
v Yes | No [ |N/A
v Yes [ [ No [ N/A
W Yes [ No [ N/A
¥ Yes [ INo [ ]N/A
v Yes [ INo [ |N/A
v Yes [ INo [ N/A
¥ Yes __ No _|N/A
¥ Yes | No [ N/A
v Yes [ [No [ N/A
viYes _|No [ IN/A
viYes [ |INo [ ]NA
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Back Flow Preventer

Backflow Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29463

Inspection Date: 12/7/2022

ASBURY PARK HOUSING AUTHORITY

1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: B;Ek Flow Preventer
Type: DCVA (Double Check Valve Device Assembly)

General

U h W N

7
8
9

Certificate#

Make

Model

Size

Serial Number
Test Type
Description

Device ID Number
Test Kit Serial#
Calibration Date

Inspection

10
11
12
13
14

Backpressure Test TC#1 PSI
Backpressure Test TC#2 PSI
Check Valve No. 1 DP PSID
Check Valve No. 2 DP PSID

Flow Condition Evaluated Status

Additional Info

15
16
17
18
19
20
21
22
23
24

Tuesday, December 20, 2022

At the time of the test, the downstream shut-off valve was

Line Pressure PSI

Protection Type

Test Results Passed?
Signature of Certified Tester
Test Witnessed by:

Water Works Official:
Owner Agent:

State Official:

Service Restored

Property Name: WASHINGTON VILLAGE

Property Address: 1259 WASHINGTON AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

0015170
WATTS
007M1-QT

1

249068
ANNUAL TEST

1
09220175
9/2022

70
65
2.2
2.0
NO FLOW

CLOSED TIGHT

65

FIRE SERVICE LINE

YES

JOAN FORERO- HURTADO
MAINTENANCE

N/A

N/A

N/A

YES

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERC- HURTADO

Inspection Date: 8/16/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: WASHINGTON VILLAGE
Contract No.; 29232 Property Address: 1259 WASHINGTON AVENUE

ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: LIMITED EREA. UTILITY ROOM.
Please see comment Page Attached

General Information

General
1 Building HOUSING AUTHORITY
2 Location of sprinkler valve UTILITY RM
3 Make and model of sprinkler valve 1 GATE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last N/A
inspection?
Valves
8 How are valves supervised? OTHER
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Tuesday, August 23, 2022 City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 = Phone: 973-560-

1600 » Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

WASHINGTON VILLAGE

1259 WASHINGTON AVENUE
ASBURY PARK, NJ 07712

(732) 774-2660

Property Name:
Property Address:

Phone Number:

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERO- HURTADO
Contract No.: 29232
Inspection Date: 8/16/2022

Contact: MICKI
System Designation: LIMITED EREA. UTILITY ROOM.
This Report Covers:  Annual
Inspections
General
19 ¥ Yes [ No [ ]N/A Sprinklers tested or replaced per appropriate testing schedule
Monthly )
General
20 [ Jyes [ INo ~ N/A  Gauges - normal water pressure maintained
Control Valves
21 [ 1Yes [ INo | N/A  Inthe correct (open or closed) position
22 __Yes _|No I N/A Sealed, locked, or supervised
23 ¥ Yes No | NJ/A  Accessible
24 ¥ Yes | INo [ IN/A  Free from damage or leaks
25 | Yes [ No ¥ N/A  Propersignage
Alarm Valves
26 [ lYes [ No « N/A  Free of damage
27 [ lYes [ No & NJA  Accessible
28 [ IYes [ No & N/A  Retard chamber/alarm drains not leaking
Quarterly a . -
General
29 [ JYes [ INo « N/A  Alarm devices-free of damage
30 [ IYes [ No [ N/A  Alarm devices-water motor gong
31 [Yes [ No [« N/A  Hydraulic data nameplate-securely attached to riser/legible
32 [JYes _ INo [ N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL
Static psi VISUAL
33 [ |Yes _ | No v N/A  Are results within 10% of previous year?
Fire Department Connections
34 [ JYes _INo [#/ N/A  Visible and accessible
35 [ IYes | No [« N/A  Coupling/swivels operate correctly
36 [ |Yes __ No [« N/A  Plugs/caps are in place
37 [ Iyes _INo [« N/A  Gaskets are not damaged
38 [ IYes | No [v N/A  Identification signs are in place
39 [ ]Yes I No [v N/A  Ball drip valve is functional
Pressure Reducing Valve
40 [ |Yes _ INo [¥/ N/A Isthe open position/not leaking
41 [ |Yes | | No [v¥ N/A  Maintaining downstream pressure
42 [ |Yes _ No |« N/A  Ingood condition

Tuesday, August 23, 2022

City Fire Equipment Company, Inc.
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Semi-Annual
General

43 “:Yes | | No @ NfA  Supervisory switch functions

44 _Tves " INo W N/A  Alarm devices-inpsectors test or bypass opened/obstructed waterflow

Annual
General
45 [1Yes __No « N/A  Main drain test
Static psi VISUAL/FLOW
Residual psi VISUAL/ FLOW
46 . “Yes _ No [v. N/A  Are results within 10% of previous year?
47 T Yes _:No [ N/A All control valves operated through full range of motion and returned to nermal position
48 _ Yes _iNo [ NJA  Specific gravity or anti-freeze system (if present)
49 _Yes [ INo & NJA  Backflow preventer-test
50 _iYes [ INo W N/A  Backlflow preventer-flow test
Sprinklers (visible)
51 ¥ Yes [ MNo _IN/A  Nodamage or leaks
52 WiYes [ INo _!N/A  Free of corrosion, foreign material, or paint
53 ¥iYes [ INo  :N/A  Installed in proper orientation
54 WiYes ' |No [ N/A  Fluid in glass bulbs
55 _!Yes _INo v N/A Spare sprinklers-proper number and type. Complete with wrench?
56 W Yes  I!No [ N/A  Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible)
57 « Yes iNo [ N/A  Ingood condition/no external corrosion
58 ¥ Yes I No [/ N/A  Noleaks or mechanical damage
50 « Yes _ iNo [ N/A  Correct aignment-no external loads
60 __ Yes _INo [ N/A  Hose racks-Inspected per NFPA 1962
Three-Year o '
General
61 ~.Yes _iNo [ ]N/A  Hose has been tested in accordance with NFPA 1962
Five-Year B
General
62 _IYes _No [ ]MNjA Alarm value interior including strainers, filters, and restriction orifice
63 _iYes _INo [ ]MNA Check valve-internal moves freely, in good condition
64 _‘Yes _INo [ IN/A  Obstruction inspection-nc foreign or obstructing material found
65 _iYes _|No [ JMN/A  Gauges tested or replaced
66 _Yes _INo LINA Pressure reducing valve-flow test and comparable to previous results
Tuesday, August 23, 2022 City Fire Equipment Company, Inc. Page 3 of 4
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: WASHINGTON VILLAGE Inspector: JOAN FORERO- HURTADO
Property Address: 1259 WASHINGTON AVENUE Contract No.: 29232
ASBURY PARK, NJ 07712 Inspection Date: 8/16/2022

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: LIMITED EREA. UTILITY ROOM.
Comments / Deficiencies

General
5 UTILITY RM ONLY 8/16/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Tuesday, August 23, 2022 City Fire Equipment Company, Inc. Page 4 of 4
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Comments / Recommendations

did not test back flow preventer..

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Tuesday, August 23, 2022 City Fire Equipment Company, Inc. Page 1 of 1
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Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO Property Name: LINCOLN VILLAGE BLDG 1
Contract No.: 29248 Property Address: MEMORIAL DRIVE
Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, N] 07712

System Designation: APT BLDG
General Information

General
1 Name of Monitoring Company N/A
2 Date of Inspection 11/3/22
3 Control Panel Make EEDWARDS
4 Control Panel Model EST3
5 Circuit Styles ADDRESSABLE
6 Number of Circuits 2
7 Qty of Manual Pull Stations 4
8 Qty of Ton Smoke Detectors N/A
9 Qty of Photo Smoke Detectors 19
10 Qty of Heat Detectors 8
11 Qty of Duct Detectors N/A
12 Qty of Carbon Monoxide Detectors N/A
13 Qty of Water Flow Switches N/A
14 Qty of Supervisory Switches N/A
15 Qty of Alarm Indicating Appliances 4
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 1 of 3
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

System Designation:

1
2
3
4
5

10 v

11

12 v

13
14
15
16
17

18 [

20
21
22
23
24
25

v Yes
v Yes
v Yes
v Yes
v Yes

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

LINCOLN VILLAGE BLDG 1 Inspector: JOAN FORERO- HURTADO

Contract No.: 29248

ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

MEMORIAL DRIVE
(732) 774-2660
MIKE WEST
APT BLDG
Cine [ n/A
T nNo [InN/A
T No [IngA
~INo [ IN/A
| No N/A
ClNe [lnya
CINe [ IN/A
CINe /A
TINo T IN/A
CINo [ IN/A
__No __ N/A
I No I N/A
[TNo [ nN/A
[INo [ N/A
[INo [ N/A
[TNe [InA
[1No [« N/A
[ Noe [« N/A
I No [v N/A
[INo [ IN/A
[INe [ N/A
Clne [ N/A
TINo [ IN/A
[ I No v N/A
_ I No ¥ N/A

Visual Inspection

Are control panel fuses, lamps and Primary power breaker marked and locked?
Do batteries have proper connectors, and appear to be free of corrosion?

Do remote annunciators have zone locations listed?

Are Transmitters and phone lines in working order?

Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

Do all lamps light?

Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

When primary power is removed, will system operate under full load for 5 minutes?

Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

Did system ground fault detection operated properly?
Did transmission of signals to off-premises location cperated properly?
Did panel supervision operated properly?

Initiating Devices

Did all restorable heat detectors operate properly?
Are all non restorable devices less than 15 years old?
Did all manual pull fire alarm boxes operate properly?
Did all smoke detectors operate properly?

Did duct detectors operate properly?

Did protected beam detectors operate properly?

Did sprinkler switches operate properly?

Notification Devices

All alarms operate properly?

Did all visible appliances operate properly?

Did central station receive signals

Did annunciator operate properly and report accurately?

Did the supervised circuits activate a trouble when a wire from a device was removed?
Did smoke doors close on alarm?

Thursday, November 10, 2022
733 Ridgedale Avenue, East Hanover, NJ 07936 ¢ Phone: 973-560-1600 » Fax: 973-781-1099

City Fire Equipment Company, Inc. Page 2 of 3



Fire Alarm Inspection Report

Property Name: LINCOLN VILLAGE BLDG 1

Property Address: MEMORIAL DRIVE
ASBURY PARK, N1 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Contract No.: 29248

Inspection Date: 11/7/2022

System Designation:  APT BLDG

Service Type Location

1 HEAT DETECTORS BASEMENT 1

2 HEAT DETECTORS BASEMENT 2

3 HEAT DETECTORS BASEMENT 3

4 HEAT DETECTORS BASEMENT 4

5 HEAT DETECTORS BASEMENT 5

6 HEAT DETECTORS BASEMENT 6

7 HEAT DETECTORS BASEMENT 7

8 HEAT DETECTORS BASEMENT 8

9 SMOKE DETECTORS 1ST FLOOR HALLWAYS
10 SMOKE DETECTORS 1ST FLOOR APT 113.
11 SMOKE DETECTORS 1ST FLOOR APT 113.-1
12 SMOKE DETECTORS 1ST FLOOR APT 113.-1-1
13 SMOKE DETECTORS 1ST FLOOR APT 112
14 SMOKE DETECTORS 1ST FLOOR APT 112-1
15 SMOKE DETECTORS 1ST FLOOR APT 112-1-1
16 SMOKE DETECTORS 1ST FLOOR APT 111
17 SMOKE DETECTORS 1ST FLOOR APT 111-1
18 SMOKE DETECTORS 1ST FLOOR APT 111-1-1
19 SMOKE DETECTORS 2ND FLOOR APT 211
20 SMOKE DETECTORS 2ND FLOOR APT 211-1
21 SMOKE DETECTORS 2ND FLOOR APT 212
22 SMOKE DETECTORS 2ND FLOOR APT 212-1
23 SMOKE DETECTORS 2ND FLOOR APT 212-1-1
24 SMOKE DETECTORS 2ND FLOOR APT 213
25 SMOKE DETECTORS 2ND FLOOR APT 213-1
26 SMOKE DETECTORS 2ND FLOOR APT 213-1-1
27 HOR N STROBE HALLWAYS
28 PULL STATION BASEMENT
29 PULL STATION BASEMENT-1
30 PULL STATION 1ST FLOOR
31 PULL STATION 1ST FLOOR-2

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022
733 Ridgedale Avenue, East Hanover, NJ 07936 « Phone: 973-560-1600 » Fax: 973-781-1099

City Fire Equipment Company, Inc.

v Yes _  No [ | N/A
W Yes __ No [ N/A
v Yes __|No || N/A
v Yes [ INo [ |N/A
viYes _INo []N/A
¥ Yes _INo [ ]N/A
W Yes [ INo [ |IN/A
v Yes [ INo [ IN/A
v Yes [ No [_IN/A
v Yes [ No [ N/A
v Yes [ No [ NA
v Yes [ INo [/ N/A
v Yes | No [ |N/A
v Yes | No [ N/A
v Yes __No | N/A
v Yes | No [ | N/A
¥ Yes [ No [ IN/A
W Yes [ [ No [ | N/A
v Yes _|No | N/A
Vi Yes | |No [ N/A
v Yes _|No [ |N/A
vl Yes [ INo [ |N/A
W Yes [ INo [ ]N/A
W Yes [ INo [ ]N/A
v Yes [ INo []N/A
W Yes [ INo [ JN/A
¥ Yes [ [ No [ IN/A
W Yes [ No [_IN/A
v Yes [ INo [ |N/A
W Yes | No [ N/A
v Yes __No [ N/A
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO Property Name: LINCOLN VILLAGE BLDG 1
Contract No.: 29250 Property Address: MEMORIAL DRIVE
Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: APT VLDG
Please see comment Page Attached

General Information

General
1 Building HOUSING
2 Location of sprinkler valve BASEMENT
3 Make and model of sprinkler valve 2" GATE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last NO
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Thursday, November 10, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

LINCOLN VILLAGE BLDG 1

MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660

Property Name:
Property Address:

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERO- HURTADO
Contract No.: 29250
Inspection Date: 11/7/2022

Contact: MIKE WEST
System Designation: APT VLDG
This Report Covers:  Annual
Inspections
General
19 viYes [ No _|N/A  Sprinklers tested or replaced per appropriate testing schedule
Iqonthly o '
General
20 [1yes | No « N/A  Gauges - normal water pressure maintained
Control Valves
21 ¥ Yes [ [ No [ IN/A  Inthe correct (open or closed) position
22 [ Yes _|INo IN/A Sealed, locked, or supervised
23 v Yes No | Nf/A Accessible
24 v Yes __ No [ |N/A  Free from damage or leaks
25 ¥ Yes ~ No | |N/A  Propersignage
Alarm Valves
26 [ 1Yes [ No I N/A  Freeof damage
27 [ Yes [ No I N/A  Accessible
28 Yes | No # N/A Retard chamber/alarm drains not leaking
Quarterly
General
29 [ IYes [ INo I N/A Alarm devices-free of damage
30 [ Yes | No / N/A  Alarm devices-water motor gong
31 [IYes [ |No I N/A  Hydraulic data nameplate-securely attached to riser/legible
32 [ Yes | No v N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 [ Yes _  No ¥ N/A  Are results within 10% of previous year?
Fire Department Connections
34 [ Yes [ |No [ N/A Visible and accessible
35 [ Yes No v| N/A Coupling/swivels operate correctly
36 | Yes | | No I N/A  Plugs/caps are in place
37 [ Yes __ No I N/A  Gaskets are not damaged
38 [ Yes __ No W] N/A Identification signs are in place
39 [ IYes |~ No | N/A  Balldrip valve is functional
Pressure Reducing Valve
40 _|Yes | No I N/A Isthe open position/not leaking
41 _JYes [ No | N/A  Maintaining downstream pressure
42 |Yes [ No ! N/A  Ingood condition

Thursday, November 10, 2022

733 Ridgedale Avenue, East Hanover, NJ 07936 » Phone: 973-560-1600 » Fax: 973-781-1099

City Fire Equipment Company, Inc.
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Semi-Annual

General
43 T _Yes __ No ¥ N/A  Supervisory switch functions
44 T Yes T No W NfA Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual T - -
General
45 . Yes | INo  Nf/A  Main drain test
Static psi VISUAL FLOW
Residual psi VISUAL FLOW
46 [iYes __ No [« NJA  Areresults within 10% of previous year?
47 ¥ Yes __ Ne [_ N/A Al control valves operated through full range of motion and returned to normal position
48 __Yes __ No '« NfA  Spedific gravity or anti-freeze system (if present)
49 __Yes T No « N/A  Backflow preventer-test
50 | Yes {]No « N/A  Backifiow preventer-flow test
Sprinklers (visible)
51 [ Yes ~INo [ IN/A  Nodamage or leaks
52 W Yes __ No [ N/A  Free of carrosion, foreign material, or paint
53 W Yes __ No [_ N/A  Installed in proper orientation
54 W Yes ' _No [ N/A  Fluid in glass bulbs
55 # Yes [ INo __ NfA  Spare sprinklers-proper number and type. Complete with wrench?
56 o Yes [ !No __ N/A  Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible}
57 & Yes " INo ©_N/A  Ingood condition/no external corrosion
58 [ Yes _1No [ NJA  No leaks or mechanical damage
50 & Yes I1No [IN/A  Correct alignment-no external loads
60 [ Yes _iNo [¥,N/A  Hose racks-Inspected per NFPA 1962
Three-Year S
General
61 | IYes —_ No [ N/A  Hose has been tested in accordance with NFPA 1962
Five-Year R
General
62 _1Yes i . Ne _ N/A  Alarm value interior including strainers, filters, and restriction orifice
63 _iYes | No __ N/A  Check valve-internal moves freely, in good condition
64 _Yes i_ Ne __ N/A  Obstruction inspection-no foreign or obstructing material found
65 . Yes _INo __ N/A  Gauges tested or replaced
“iYes _iNo __ N/A Pressure reducing valve-fiow test and comparable to previous results

66

Thursday, November 10, 2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, N1 07936 s Phone: 973-560-1600 « Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 1 Inspector: JOAN FORERQO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29250
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation: APT VLDG
Comments / Deficiencies

General
5 COMPACTOR ROOM ONLY 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099



Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO Property Name: LINCOLN VILLAGE BLDG 2
Contract No.: 29251 Property Address: MEMORIAL DRIVE
Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  Fire Alarm Systemn
Please see comment Page Attached

General Information

General
1 Name of Monitoring Company N/A
2 Date of Inspection 11/3/22
3 Control Panel Make EDWARDS
4 Control Panel Model EST3
5 Circuit Styles ADDRESSABLE
6 Number of Circuits 2
7 Qty of Manual Pull Stations 6
8 Qty of Ion Smoke Detectors N/A
9 Qty of Photo Smoke Detectors 43
10 Qty of Heat Detectors 11
11 Qty of Duct Detectors 0
12 Qty of Carbon Monoxide Detectors N/A
13 Qty of Water Flow Switches N/A
14 Qty of Supervisory Switches N/A
15 Qty of Alarm Indicating Appliances 8
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 1 of 5
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

LINCOLN VILLAGE BLDG 2

MEMORIAL DRIVE
ASBURY PARK, NJ 07712

(732) 774-2660
MIKE WEST

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Contract No.: 29251
Inspection Date: 11/7/2022

Inspector: JOAN FORERO- HURTADO

System Designation:

L R S R

10
11
12

13
14
15
16

17
18 [

19

20
21
22
23
24
25

Thursday, November 10, 2022

v Yes
V! Yes
v Yes
v Yes
| Yes

v Yes
v Yes

! Yes
] Yes
vl Yes
v Yes
~ ] Yes
Yes

No
No
No
No
No

| No
No

' No
No

No
No
No

LI

No
No
No
No
No
No
No

LI

No
No
No
No
No
No

Fire Alarm System

Visual Inspection

_ NJA
_ N/A
T N/A
L1N/A
v N/A

Are control panel fuses, lamps and Primary power breaker marked and locked?
Do batteries have proper connectors, and appear to be free of corrosion?

Do remote annunciators have zone locations listed?

Are Transmitters and phone lines in working order?

Walk the bldg. Do smecke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

CIN/A
/A

C I N/A

| NfA

[ n/A
[ N/A
[ N/A

Do all lamps light?

Remove secondary power. Does the system operate under full load? All alarm appliances?

(bells, horns, strobes)
When primary power is removed, will system operate under full load for 5 minutes?

Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate

trouble when activated?

Did system ground fault detection operated properly?

Did transmission of signals to off-premises location operated properly?
Did panel supervision operated properly?

Initiating Devices

T N/A
_ N/A
_N/A

Did all restorable heat detectors operate properly?
Are all non restorable devices less than 15 years old?
Did all manual pull fire alarm boxes operate properly?
Did all smoke detectors operate properly?

Did duct detectors operate properly?

Did protected beam detectors operate properly?

Did sprinkler switches cperate properly?

Notification Devices

T N/A
T IN/A
T N/A
v N/A
W N/A

All alarms operate properly?

Did all visible appliances operate properly?

Did central station receive signals

Did annunciator operate properly and report accurately?

Did the supervised circuits activate a trouble when a wire from a device was removed?
Did smoke doors close on alarm?

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 » Phone: 973-560-1600 ¢ Fax: 973-781-1099

Page 2 of 5



Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 2 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29251
ASBURY PARK, N] 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation: Fire Alarm System

Service Type Location
1 HEAT DETECTORS BASEMENT “ Yes __ No [ ]N/A
2 HEAT DETECTORS BASEMENT-1 ¥ Yes __No __ NfA
3 HEAT DETECTORS BASEMENT-1-1 W Yes | INo [ |IN/A
4 HEAT DETECTORS BASEMENT-1-1-1 ViYes [ INo [ N/A
5 HEAT DETECTORS BASEMENT-1-1-1-1 ¥iYes [|No [ N/A
6 HEAT DETECTORS BASEMENT-1-1-1-1-1 v Yes _|INo [ |N/A
7 HEAT DETECTORS BASEMENT-1-1-1-1-1-1 v Yes [ INo [ ]N/A
8 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1 v Yes | |No _|N/A
9 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1-1 ¥ Yes __No _N/A
10 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1-1-1 ¥ Yes [ No | INA
11 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1-1-1-1 ¥ Yes [ No [ IN/A
12 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1-1-1-1-1 v Yes [ No [ IN/A
13 MOKE DETECTOR ALARM PANEL v Yes [ No [ IN/A
14 MOKE DETECTOR 1STFL APT HALL W Yes [ No [N/A
15 MOKE DETECTOR 1STFL APT 121 V¥ Yes [ No [ N/A
16 MOKE DETECTOR 1STFL APT 121-1 ¥ Yes [ INo [ N/A
17 MOKE DETECTOR 1STFL APT 121-1-1 v Yes [ INo [ N/A
18 MOKE DETECTOR 1STFL APT 121-1-1-1 v Yes | INoe [ | N/A
19 MOKE DETECTOR 1STFL APT 122 v Yes __ No [ N/A
20 MOKE DETECTOR 1STFL APT 122-1 + Yes | No [ N/A
21 MOKE DETECTOR 1STFL APT 122-1-1 v Yes [ No [ ]N/A
22 MOKE DETECTOR 1STFL APT 123 v Yes [ No [ | N/A
23 MOKE DETECTOR 1STFL APT 123-1 v Yes [ INo || N/A
24 MOKE DETECTOR 1STFL APT 123-1-1 W Yes [ INo [ IN/A
25 MOKE DETECTOR 1STFL APT 124 W Yes [INo [ ]N/A
26 MOKE DETECTOR 1STFL APT 124-1 W Yes [ INo [ ]N/A
27 MOKE DETECTOR 1STFL APT 124-1-1 ViYes [ INo _ N/A
28 MOKE DETECTOR 2NDFL HALL W Yes [ |No [ ]N/A
29 MOKE DETECTOR 2NDFL APT 221 viYes _INo [ N/A
30 MOKE DETECTOR 2NDFL APT 221-1 W Yes [INo [ N/A
31 MOKE DETECTOR 2NDFL APT 221-1-1 ViYes [ INo [ | N/A
32 MOKE DETECTOR 2NDFL APT 221-1-1-1 viYes [ INo [ N/A
33 MOKE DETECTOR 2NDFL APT 222 v Yes | No [ N/A
34 MOKE DETECTOR 2NDFL APT 222-1 viYes _INo [ N/A
35 MOKE DETECTOR 2NDFL APT 222-1-1 v Yes __ No [ |N/A
36 MOKE DETECTOR 2NDFL APT 223 v Yes | No [ | N/A
37 MOKE DETECTOR 2NDFL APT 223-1 v Yes | No [ |N/A
38 MOKE DETECTOR 2NDFL APT 223-1-1 v Yes | No [ |N/A
39 MOKE DETECTOR 2NDFL APT 224 v Yes | No [ ]N/A
40 MOKE DETECTOR 2NDFL APT 224-1 v Yes [ No [ ]N/A
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 3 of 5
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41
42
43
44
45
46
47
48
49
50
51
52
53
54
55
56
57
58
59
60

Service Type
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
MOKE DETECTOR
PULL STATION
PULL STATION
PULL STATION
PULL STATION

4 HORN STROBES

Location

2NDFL APT 224-1-1
3RD FL APT HALL
3RD FL APT 321
3RD FL APT 321-1
3RD FL APT 321-1-1
3RD FL APT 321-1-1-1
3RD FL APT 322
3RD FL APT 322-1
3RD FL APT 322-1-1
3RD FL APT 323
3RD FL APT 323-1
3RD FL APT 323-1-1
3RD FL APT 324
3RD FL APT 324-1
3RD FL APT 324-1-1
BASEMENT 1

18T

2ND FLOOR

3RD FLOOR
THROUGH QUT BLDG

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600  Fax: 973-781-109%

v Yes
v Yes
¥ Yes
v Yes
W, Yes
) Yes
. Yes
o Yes
¥ Yes
W Yes
v Yes
¥ Yes
v Yes
v Yes
v Yes
v Yes
v, Yes
v, Yes
) Yes
V. Yes

[ No [ ]N/A
T No [In/A
_No [_N/A
TINe — N/A
CINe __ N/A
LINo L IN/A
[ No [ In/a
L No [_IN/A
TiNo [ N/A
“INo L NA
_JNo __ N/A
CIne  _j N/A
[“No i IN/A
[ No [ IN/A
T No [WNA
—No [ N/A
“INo T N/A
L INe __ N/A
CINe I N/A
L No _N/A
Page 4 of 5




Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, N1 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 2 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29251
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation:  Fire Alarm System

Comments / Remarks

Inspection
5 PULL IN HALLL 2ND FLOOR NEED'S REPLACE.

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Page 5 of 5
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Comments / Recommendations
broken pull station needs replaced 2nd floor.

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 1 of 1
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 « Fax: 973-781-109%




Wet Sprinkler System

Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29252
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: LINCOLN VILLAGE BLDG 2

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation: APT BLDG
Please see comment Page Attached

General Information

General
1 Building HOUSING AUTHORITY
2 Location of sprinkler valve BASEMENT
3 Make and model of sprinkler valve 2 GATE VALVE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last N/A
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25

12 Is fire pump

13 When was pump last inspected?

14 Is pump in good condition?
Fire Department Connections

15 Location

16 Are identification signs provided?
Wet Systems

17 Is system hydraulically calculated?

NONE
N/A
N/A

N/A
N/A

N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Tuesday, December 20, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Property Name: LINCOLN VILLAGE BLDG 2

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phane Number: (732) 774-2660
Contact: MIKE WEST

System Designation: APT BLDG
This Report Covers:  Annual

Inspections

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERO- HURTADO
Contract No.: 29252
Inspection Date: 11/7/2022

General
19 ¥ Yes [ No [ IN/A  Sprinklers tested or replaced per appropriate testing schedule
Monthly ' o - S
General
20 [ JYes [INo [ N/A  Gauges - normal water pressure maintained
Control Valves
21 ¥ Yes [ INo [JN/A  Inthe correct {(open or closed) position
22 [ Yes [ INo W/ N/A  Sealed, locked, or supervised
23 ¥ Yes | No [ IN/A  Accessible
24 ¥ Yes __ No [ N/A  Free from damage or leaks
25 ['Yes [_No [« N/A  Proper signage
Alarm Valves
26 [ IYes [ INo W N/A  Free of damage
27 [JYes [ INo v N/A  Accessible
28 [lyes [ INo  N/A Retard chamber/alarm drains not leaking
Quarterly . - - : - 7
General
29 [ IYes | |No I N/A  Alarm devices-free of damage
30 _IYes [_INo [ N/A  Alarm devices-water motor gong
31 [ Yes | [ No [v N/A Hydraulic data nameplate-securely attached to riser/legible
32 ¥ Yes | No [ N/A  Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 [IYes _INo v N/A  Are results within 10% of previous year?
Fire Department Connections
34 _lYes [ INo ¥ N/A  Visible and accessible
35 _JYes [INo [¥ N/A  Coupling/swivels operate correctly
36 [ IYes [ I/No « N/A  Plugs/caps are in place
37 [ lYes [ No [ N/A  Gaskets are not damaged
38 [ IYes | No [v|N/A Identification signs are in place
39 [ Yes [ INo [ N/A  Balldrip valve is functional
Pressure Reducing Valve
40 [ |Yes [ INo I N/A Isthe open position/not leaking
41 [JYes [ No ¥ N/A  Maintaining downstream pressure
42 "JYes [ No [ N/A  Ingood condition
Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 2 of 4
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Semi-Annual

General
43 “_Yes _iNo v N/A  Supervisory switch functions
44 [ iYes [ |No « N/A Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual
General
45 [iYes _|No '~ NJA  Main drain test
Static psi VISUAL FLOW
Residual psi VISUAL FLOW
46 __Yes " iNo [¥N/A  Are results within 10% of previous year?
47 ¥ Yes _INo “IN/A Al contzol valves operated through full range of motion and returned to nermal position
48 [IYes [ INo o NfA  Spedific gravity or anti-freeze system (if present)
45 " iYes [ "No ¥ N/A  Backflow preventer-test
S0 _Yes " No Iv N/A  Backifiow preventer-flow test
Sprinklers (visible)
51 WiYes [IJNo _ N/A  Nodamage or leaks
52 WYes [ No [ N/A  Free of corrosion, foreign material, or paint
55 ¥ Yes _INo [_IN/A  Installed in proper orientation
54 [lYes [ 1No ¥ N/A Fluid in glass bulbs
55 WiYes T No . N/A Spare sprinklers-proper number and type. Complete with wrench?
56 ¥.Yes [ No L N/A Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible)
57 iy Yes | No [ ]N/A In good cendition/no external corrosion
58 [¥.Yes _INo "_IMN/A  Noleaks or mechanical damage
59 wiYes [ !No | _ N/A  Correct alignment-no external loads
60 { lYes [_ No [ N/A  Hose racks-Inspected per NFPA 1962
Three-Year o
General
61 [ !Yes _iNo _|N/A Hose has been tested in accordance with NFPA 1962
Five-Year -
General
62 ~'Yes [ No [ N/A  Alarm value interior including strainers, filters, and restriction orifice
63 __Yes __ No [_]N/A Check valve-internal maoves freely, in good condition
64 __Yes _JNo [ IN/A Obstruction inspection-na foreign or obstructing material found
65 [ Yes _INo __ N/A  Gauges tested or replaced
66 Yes [ INo [ N/A Pressure reducing valve-flow test and comparable to previous results
Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 3 of 4
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 2 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29252
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation: APT BLDG

Comments / Deficiencies

General ‘
5 COMPACTOR ROOM ONLY 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 o Fax: 973-781-1099



Back Flow Preventer

Backflow Report

Inspector: JOAN FORERQ- HURTADO
Contract No.: 29475

Inspection Date: 12/7/2022

ASBURY PARK HOUSING AUTHORITY

1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: BACK FLOW PREVENTER BLDG 1

Please see comment Page Attached

Property Name: LINCOLN VILLAGE BLDG 2

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

Type: RPZ (Reduced Pressure Backflow Prevention Devices Assembly)

General

1

(=2 O, BN .S #S B \N ]

7
8
S

Certificate#

Make

Model

Size

Serial Number
Test Type
Description
Device ID Number
Test Kit Serial#
Calibration Date

Inspection

10

1
12
13

14

Check Valve No. 1 Status
PSID

Check Valve No. 2 Tightness Status
Flow Condition Evaluated Status
Relief Valve DP Opening Point Status

PSID
Check Valve No. 2 DP PSID

Additional Info

15
16
17
18
19
20
21
22
23
24

At the time of the test, the downstream shut-off valve was

Line Pressure PSI
Protection Type
Test Results Passed?

Signature of Certified Tester

Test Witnessed by:
Water Works Official:
Owner Agent:

State Official:
Service Restored

Tuesday, December 20, 2022

0015170
WATTA

909

2.5

125899
ANNUAL TEST

BLDG 1-1
09220175
9/2022

LEAKED

0

N/A

NO FLOW
N/A

N/A

CLOSED TIGHT
80

FIRE SERVICE LINE

NO

JOAN FORERO- HURTADO
MAINTENANCE

N/A

N/A

N/A

YES

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 ¢ Phone: 973-560-1600 ¢ Fax: $73-781-1099
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Back Flow Preventer
Backflow Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 2 Inspector: JOAN FORERQO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29475
ASBURY PARK, NJ 07712 Inspection Date: 12/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System Designation: BACK FLOW PREVENTER BLDG 1

Type: RPZ (Reduced Pressure Backflow Prevention Devices Assembly)

Comments / Deficiencies

General
18 FIRST CHECK VALVE FOULEDOPEN WHEN DOWNSTREAM VALVE IS CLOSE 12/7/22
Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 2 of 2
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Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO Property Name: LINCOLN VILLAGE BLDG 3
Contract No.: 29254 Property Address: MEMORIAL DRIVE

Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MIKE WEST

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  Fire Alarm System
General Information

General
1 Name of Monitoring Company N /A
2 Date of Inspection 11/4/22
3 Control Panel Make EEDWARDS
4 Control Panel Model EST3
5 Circuit Styles ADDRESSABLE
6 Number of Circuits 2
7 Qty of Manual Pull Stations 6
8 Qty of Ion Smoke Detectors N/A
9 Qty of Photo Smoke Detectors 45
10 Qty of Heat Detectors 17
11 Qty of Duct Detectors N/A
12 Qty of Carbon Monoxide Detectors N/A
13 Qty of Water Flow Switches N/A
14 Qty of Supervisory Switches N/A
15 Qty of Alarm Indicating Appliances 5
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 1 of 4

733 Ridgedale Avenue, East Hanover, N] 07936 e Phone: 973-560-1600 e Fax: 973-781-1099



Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

LINCOLN VILLAGE BLDG 3

MEMORIAL DRIVE
ASBURY PARK, NJ 07712

(732) 774-2660
MIKE WEST

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERQO- HURTADO
Contract No.: 29254
Inspection Date: 11/7/2022

System Designation:

[ R S O R O

10
1
12

13
14
15
16
17

18 [ | Yes

19

20
21
22
23
24
25

LRI &]R][&]

[R] <]
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ASILNALY

[IASEANEANERY

< =<
™
n

M
wv

< =<
M (@
[

ol
M (@ @
n n n

< < < =<
M M @ (@
n n v 0

_ Yes

~ Yes

L]l &][&] [«

< < < < < =<
i D (MM M (M@ (D
“m o own un o n n

No
No
No
No
No

1]

| ]

No
No

No
No

No
No
No

No
No
No
No
No
No
No

LTI

L1

No
No
No
No
No
| No

goodn

Fire Alarm System

Visual Inspection

N/A
N/A
LA
LI N/A
v N/A

Are control panel fuses, lamps and Primary power breaker marked and locked?
Do batteries have proper connectors, and appear to be free of corrasion?

Do remote annunciators have zone locations listed?

Are Transmitters and phone lines in working order?

Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

"I N/A
N/A

[ N/A
_ N/A

[ N/A
[ n/A
[ N/A

Do all lamps light?
Remaove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

When primary power is removed, will system operate under full load for 5 minutes?

Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

Did system ground fault detection operated properly?
Did transmission of signals to off-premises location operated properly?
Did panel supervision operated properly?

Initiating Devices

LI N/A
I N/A
N/A
N/A
N/A
v N/A
N/A

<&

Y

Did all restorable heat detectors operate properly?
Are all non restorable devices less than 15 years old?
Did all manual pull fire alarm boxes operate properly?
Did all smoke detectors operate properly?

Did duct detectors operate properly?

Did protected beam detectors operate properly?

Did sprinkler switches operate properly?

Notification Devices

_N/A
I N/A
T NJA
I N/A
_N/A
v N/A

Thursday, November 10, 2022
733 Ridgedale Avenue, East Hanover, NJ 07936 « Phone: 973-560-1600 « Fax: 573-781-1099

All alarms operate properly?

Did all visible appliances operate properly?

Did central station receive signals

Did annunciator operate properly and report accurately?

Did the supervised circuits activate a trouble when a wire from a device was removed?
Did smoke doors close on alarm?

City Fire Equipment Company, Inc.

Page 2 of 4



Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

System Designation:

LINCOLN VILLAGE BLDG 3

MEMORIAL DRIVE

ASBURY PARK, NJ 07712

(732) 774-2660
MIKE WEST

Fire Alarm System

—_
H O W oo N b W

DWW W W W W W W W W RN NN NN NN NN = e e e
W0 NN R WN = O WO SN WN R O WO N W

Thursday, November 10, 2022

Service Type
PULL STATION
PULL STATION
SMOKE DETECTORS
SMOKE DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS

Location
BASEMENT
BASEMENT-1
BASEMENT-
BASEMENT--1
BASEMENT.
BASEMENT.-1
BASEMENT.-1-1
BASEMENT.-1-1-1
BASEMENT.-1-1-1-1

BASEMENT.-1-1-1-1-1

BASEMENT.-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1
BASEMENT.-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1-1

1ST FLOOR HALL
1ST FLOOR APT 331
APT 131

APT 131-1

APT 132

APT 132-1

APT 132-1-1

APT 133

APT 133-1

APT 133-1-1
APT 134

APT 134-1

APT 134-1-1
APT 231

APT 231-1

APT 231-1-1

APT 232

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099

Inspection Date: 11/7/2022

Inspector: JOAN FORERO- HURTADO

Contract No.: 29254

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

_ No

CN/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
| N/A
| N/A
N/A
| N/A
N/A
N/A
N/A
N/A
| N/A
N/A
N/A
N/A
N/A
N/A

IL]

L1001

uoogooan

LD

1
|

I

1]
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Service Type Location

41 SMOKE DETECTORS APT 232-1 W Yes [ No [ N/A

42 SMOKE DETECTORS APT 232-1-1 W Yes [ No _ ] N/A

43 SMOKE DETECTORS APT 233 Vi Yes [ iNo _]N/A

44 SMOKE DETECTORS APT 233-1 WiYes [lno ] N/A

45 SMOKE DETECTORS APT 233-1-1 ZiYes [ No [ ]IN/A

46 SMOKE DETECTORS APT 234 ViYes TINo [ IN/A

47 SMOKE DETECTORS APT 234-1 W Yes | No [id/A

48 SMOKE DETECTORS APT 234-1-1 ¥ Yes _|No [ WN/A

49 SMOKE DETECTORS APT 234-1-1-1 ¥ Yes “iNo [ N/A i

50 PULL STATION 15T FLOCR ¥ Yes [ No [ N/A

51 PULL STATION 2ND FLOOR- v Yes [ No _N/A

52 PULL STATION 3RD FLOOR- v, Yes [ No [ N/A i

53 5 HORN/STROBES THROUGH QUT BLDG ViYes [ No —_ N/A
|
|
]
|
[
I
H
i

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
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Comments / Recommendations
smoke detectors in apt 231 and333 needs to be remounted

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, Nevember 10, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 « Phone: 973-560-1600 « Fax: 573-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERC- HURTADO Property Name: LINCOLN VILLAGE BLDG 3
Contract No.: 29255 Property Address: MEMORIAL DRIVE
Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phene Number: (732) 774-2660

Contact: MIKE WEST

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: HOUSING AUTHORITY
Please see comment Page Attached

General Information

General
1 Building APT BLDG
2 Location of sprinkler valve BASEMENT
3 Make and model of sprinkler valve 2 GATE VALVE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last N/A
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Thursday, November 10, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Property Name:
Property Address:

Phone Number:
Contact:

LINCOLN VILLAGE BLDG 3

MEMORIAL DRIVE
ASBURY PARK, NJ 07712

(732) 774-2660
MIKE WEST

Contract No.: 29255
Inspection Date: 11/7/2022

System Designation:

HOUSING AUTHORITY

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspectar: JOAN FORERQ- HURTADO

This Report Covers:  Annual
Inspections
General
19 ¥ Yes | INo [ N/A  Sprinklers tested or replaced per appropriate testing schedule
MO;I_thly . - i
General
20 [JYes [ INo W N/A  Gauges - normal water pressure maintained
Control Valves
21 ¥ Yes [ No [ IN/A Inthe correct (open or closed) position
22 ¥ Yes | No [ IN/A  Sealed, locked, or supervised
23 ¥ Yes [ |No [ N/A  Accessible
24 ¥ Yes | |No [ N/A Free from damage or leaks
25 W Yes " INo [ ]N/A  Propersignage
Alarm Valves
26 [ IYes [ INo W/ N/A  Freeof damage
27 [IYes [ No W N/A  Accessible
28 Yes | No W N/A Retard chamber/alarm drains not leaking
Quarterly
General
29 _Yes [ No W N/A  Alarm devices-free of damage
30 _IYes [ No « N/A  Alarm devices-water motor gong
31 [ lYes [ [No « N/A Hydraulic data nameplate-securely attached to riser/legible
32 [ lYes [ INo ¥ N/A  Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 [lyes _INo W N/A  Are results within 10% of previous year?
Fire Department Connections
34 [ 1yes __ No W N/A  Visible and accessible
35 [/ Yes [ INo ¥ N/JA  Coupling/swivels operate correctly
36 [ |Yes | | No [ N/A  Plugs/caps arein place
37 [ | Yes __ No « NJA  Gaskets are not damaged
38 [ Yes [ No & N/A  Identification signs are in place
39 [ Yes [ No v N/A Ball drip valve is functional
Pressure Reducing Valve
40 [ Yes [ No ¥ N/A Isthe open position/not leaking
41 [ Yes [ No ¥ N/A Maintaining downstream pressure
42 [ Yes | No I N/A Ingood condition

Thursday, November 10, 2022
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 ¢ Fax: 973-781-1099

City Fire Equipment Company, Inc.

Page 2 of 4



Semi-Annual
General
43 “SYes _INo + N/A  Supervisory switch functions
44 " ]Yes __ No . NfA  Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual S
General
45 . Yes " iNo i N/A  Main drain test
Static psi VISUAL FLOW
Residual psi VISUAL FLOW
46 [iYes | No « N/A  Are results within 10% of previous year? _
47 v.Yes —_Na [ N/A All control valves operated through full range of motion and returned to normal position ;
48 _Yes "] No [ NJA  Specific gravity or anti-freeze system {if present)
49 __Yes _1No v NfA  Backflow preventer-test '
50 1Yes _ No « NfA  Backlflow preventer-flow test .
Sprinklers (visible)
51 ¥ Yes [ No _JN/A  Nodamage or leaks :
52 ¥ Yes [ .No [ IN/A  Freeof corrosion, foreign material, or paint ;
53 & Yes | |No [ N/A  Installed in proper orientation

54 _iYes _!No NfA Fluid in glass bulbs

I

55 W Yes :_ No N/A Spare sprinklers-proper number and type. Complete with wrench?

LITT R

56 ¥ Yes | No N/A Hangers and seismic bracing-not damaged or locse
Pipes and Fittings (visible)
57 WYes | No 1 N/A In good condition/no external corrosion r
58 ¥.Yes [ INo [ JN/A  Noleaks or mechanical damage
58 ¥ Yes [ INo [IN/A  Correct alignment-no external loads
60 _ Yes ] Nao [ N/A  Hose racks-Inspected per NFPA 1962
Three-Year T
General
Bl | Yes _ No __ N/A  Hose has been tested in accordance with NFPA 1562
Five-Year o B
General
62 _lYves [ No _IN/A  Alarm value interior including strainers, filtters, and restriction orifice
63 _IYes [ 'No _]JN/A  Check valve-internal moves freely, in good condition
64 ~JYes [ !fNo " JN/A  Obstruction inspection-no foreign or obstructing material found
65 “IlYes [ JNo " ]N/A  Gauges tested or replaced
66 _lYes _No  N/A Pressure reducing valve-flow test and comparable to previous results
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 3 of 4
733 Ridgedale Avenue, East Hanover, N] 07936 & Phone: 973-560-1600 e Fax: 973-781-1099




Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: $73-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 3 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29255
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MIKE WEST

System D-esignaﬁon: HOUSING AUTHORITY
Comments / Deficiencies

General
5 COMPACTOR ROOM ONLY 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Thursday, Novemnber 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 ¢ Phone: 973-560-1600 e Fax: 973-781-1099




Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29257
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, N] 07712

System Designation:  Fire Alarm System
Please see comment Page Attached
General Information

General

1 Name of Monitoring Company

2 Date of Inspection

3 Control Panel Make

4 Control Panel Model

5 Circuit Styles

6 Number of Circuits

7 Qty of Manual Pull Stations

8 Qty of Ion Smoke Detectors

9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

Thursday, November 10, 2022

N/A
11/4/22
EEDWARDS
EST3
ADDRESSABLE
2

5

N/A

43

9

N/A

N/A

N/A

N/A

5

City Fire Equipment Company, Inc.

Property Name: LINCOLN VILLAGE BLDG 4

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 » Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

LINCOLN VILLAGE BLDG 4

MEMORIAL DRIVE Contract No.: 29257
ASBURY PARK, NJ 07712

(732) 774-2660
MICKI

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Inspection Date: 11/7/2022

AW =

10
11
12

13
14
15
16
17

18 |

19

20 ¥

21
22
23
24

25 1|

Thursday, November 10, 2022

| No

| No

.| No
_ | No

CIET

0]

No

No
No

No
No

No
No
No

I No

iy

No
No
No
No

| No

oo C

1

No

No
No
No
No
No
No

System Designation:  Fire Alarm System

Visual Inspection

- N/A Are control panel fuses, lamps and Primary power breaker marked and locked?
[ n/A Do batteries have proper connectors, and appear to be free of corrosion?
[ ] N/A Do remote annunciators have zone locations listed?
] N/A Are Transmitters and phone lines in working order?

v N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment
"I N/A Do all lamps light?
I N/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

_IN/A When primary power is removed, will system operate under full load for 5 minutes?
T N/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?
Clnya Did system ground fault detection operated properly?
TIN/A Did transmission of signals to off-premises location operated properly?
T N/A Did panel supervision operated properly?
Initiating Devices
" N/A  Did all restorable heat detectors operate properly?
_N/A Are all non restorable devices less than 15 years old?
CIN/A Did all manual pull fire alarm boxes operate properly?
L N/A Did all smoke detectors operate preperly?
N/A Did duct detectors operate properly?
N/A Did protected beam detectors operate properly?
N/A Did sprinkler switches operate properly?
Notification Devices
[ IN/A  All alarms operate properly?
[ N/A Did all visible appliances operate properly?
[ N/A Did central station receive signals
N/A Did annunciator operate properly and report accurately?
N/A Did the supervised circuits activate a trouble when a wire from a device was removed?

N/A Did smoke doors close on alarm?

<] <]

&[]

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 ¢ Phone: 973-560-1600 e Fax: 973-781-1099

Page 2 of 5



Fire Alarm Inspection Report

Property Name: LINCOLN VILLAGE BLDG 4

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660

Contact: MICKI

Service Type
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
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System Designation:  Fire Alarm System

Location

BASEMENT

BASEMENT-1
BASEMENT-1-1
BASEMENT-1-1-1
BASEMENT-1-1-1-1
BASEMENT-1-1-1-1-1
BASEMENT-1-1-1-1-1-1
BASEMENT-1-1-1-1-1-1-1
BASEMENT-1-1-1-1-1-1-1-1
BASEMENT-

1ST FLOOR HALL

1ST FLOOR APT141

1ST FLOOR APT141-1
1ST FLOOR APT141-1-1
1ST FLOOR APT142

1ST FLOOR APT142-1
1ST FLOOR APT142-1-1
1ST FLOOR APT143

1ST FLOOR APT143-1
1ST FLOOR APT143-1-1
1ST FLOOR APT144

1ST FLOCR APT144-1
1ST FLOOR APT144-1-1
1ST FLOOR APT144-1-1-1
2ND FLOCR HALL

2ND FLOCR APT 241
2ND FLOOR APT 241-1
2ND FLOOR APT 241-1-1
2ND FLOOR APT 242
2ND FLOOR APT 242-1
2ND FLOOR APT 242-1-1
2ND FLOOR APT 243
2ND FLOOR APT 243-1
2ND FLOOR APT 243-1-1
2ND FLOOR APT 244
2ND FLOOR APT 244-1
2ND FLOOR APT 244-1-1
ZND FLOOR APT 244-1-1-1
3RD FLOOR APT 341
3RD FLOCR APT 341-1

Thursday, November 10, 2022

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Contract No.: 29257
Inspection Date: 11/7/2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099

Yes | No |  N/A

s/ Yes [ No [ N/A
Yes [ No [ N/A

v Yes [ [No [ N/A
v Yes [ [No __ N/A
v Yes _No [ N/A
v T No [ ]N/A
W Yes [ INo [ IN/A
v CINo [ N/A
CINe [ N/A

“InNo [ N/A

Yes [ | CINA
Yes Clnya
Yes I n/A
Yes I nyA
Yes [ nN/A
Yes [ N/A
Yes [ N/A
Yes N/A
Yes LN/A
Yes L N/A
Yes T N/A
Yes | LI N/A
Yes [ ] I N/A
Yes [ INo [ |N/A
Yes [ INo [ ]N/A
Yes | No [ | N/A

v Yes [ |No [ |N/A
v Yes [ INo [ N/A
v Yes [ INo [ N/A
v Yes [ INo [ N/A
¥ Yes [ No [ |N/A
Yes [ No || N/A
Yes [ No || N/A
Yes [ No | N/A

s Yes [ I No [ ]N/A
Yes [ No [ | N/A
Yes [ INo [ ]N/A
Yes [ INo [ IN/A

Yes | No [ |N/A
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41
42
43
44
45
46
47
48
49
50
51
52

Service Type
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
PULL STATION
PULL STATION
PULL STATION
HOORN STROBE

Location

3RD FLOOR APT 341-1-1
3RD FLOOR APT 342
3RD FLOOR APT 342-1
3RD FLOOR APT 342-1-1
3RD FLOCR APT 344
3RD FLOCR APT 344-1
3RD FLOOR APT 344-1-1
3RD FLOOR APT 344-1-1-1
FIRST FLOOR

2ND FLOOR-1

3RD FLOOR-

THRQUGH QUT BLDG

Thursday, November 10, 2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 « Fhone; 973-560-1600 « Fax: 973-781-109%

v Yes _ iNo [ INA
W Yes [No [ N/A
v Yes [ No [ IN/A
W Yes [ INo [ ]N/A
v, Yes [ [No [ |N/A
WYes lNa _]N/A
ViYes _1No _IN/A
¥iYes _1No i INA
“Yes [ No [n/A
¥ Yes [ No [ N/A
¥ Yes _ No [ N/A
v, Yes  No [ N/A
Page 4 of 5




Fire Alarm Inspection Report

ASBURY PARK, NJ 07712
Phone Number: (732) 774-2660
Contact: MICKI

Inspection Date: 11/7/2022

733 Ridgedale Avenue

East Hanover, N] 07936

Phone: 973-560-1600

Fax: 973-781-1099
Property Name: LINCOLN VILLAGE BLDG 4 Inspector: JOAN FORERO- HURTADO

Property Address: MEMORIAL DRIVE Contract No.: 29257

System Designation: Fire Alarm System

Comments / Remarks
Inspection
24 BACK BEDROOM DETECTOR NEEDS TO BE RE MOUNTED..

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, N] 07936 e« Phone: 973-560-1600 e Fax: 973-781-1099

Page 5 of 5



Comments / Recommendations
troubles in system..and 3rd floor needs pull stations replace. In hall. 2ns floor hall smoke detector needs remount.

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022 City Fire Equipment Company, Inc, Page 1 of 1
733 Ridgedale Avenue, East Hanover, N] 07936 « Phone: 973-560-1600 « Fax: 73-781-105%9




Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO
Contract No.; 29258
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: LINCOLN VILLAGE BLDG 4

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: HOUSING AUTHORITY
Please see comment Page Attached

General Information

General
1 Building APT BLDG
2 Location of sprinkler valve BASEMENT
3 Make and model of sprinkler valve 2 GATE VALVE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last NO
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? YES
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Thursday, November 10, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 # Fax: 973-781-1099

Page 1 of 4




Wet Sprinkler System
Water Based Wet Pipe Test Report

Property Name: LINCOLN VILLAGE BLDG 4

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO
Contract No.: 29258
Inspection Date: 11/7/2022

System Designation: HOUSING AUTHORITY
This Report Covers:  Annual

Inspections
General
19 v Yes [ INo _IN/A Sprinklers tested or replaced per appropriate testing schedule
Monthly 7 B
General
20 ] Yes |No | N/A  Gauges - normal water pressure maintained
Control Valves
21 [ Ives [ |No ¥ N/A  Inthe correct (open or closed) position
22 " IYes _|No & N/A  Sealed, locked, or supervised
23 [v Yes |No [ NJA  Accessible
24 ¥ Yes __INo [ N/A  Freefrom damage or leaks
25 ¥ Yes [ INo [ N/A  Proper signage
Alarm Valves
26 [ Yes [ No [¥/ N/A  Freeof damage
27 IYes [ No ¥ N/A  Accessible
28 || Yes No v N/A  Retard chamber/alarm drains not leaking
Quarterlyr 7 ' ' -
General
29 [ [Yes _ | No  N/A  Alarm devices-free of damage
30 [ Yes [ INo ¥ N/A Alarm devices-water motor gong
31 [ |Yes [ INo ¥ N/A  Hydraulic data nameplate-securely attached to riser/legible
32 _lYes | No ~ N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 _Ives [ INo # N/A  Areresults within 10% of previous year?
Fire Department Connections
34 [ Yes [ |INo [¥ N/A  Visible and accessible
35 __Yes | |No ¥ N/A  Coupling/swivels operate correctly
36 | Yes [ |No [v N/A  Plugs/caps are in place
37 _ Yes [ No [¥ N/A  Gaskets are not damaged
38 [ IYes [ No v N/A Identification signs are in place
39 [ Yes | No « N/A  Balldrip valve is functional

Pressure Reducing Valve

40 [ IYes [ No v N/A Is the open position/not leaking
41 | Yes INo ¥ N/A  Maintaining downstream pressure
42 [ ] Yes No  N/A  Ingood condition

Thursday, November 10, 2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Semi-Annual

General
43 T iYes [_ No A N/A  Supervisory switch functions
49 “Yes [ Ne [ N/A  Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual B
General
45 ¥ Yes [ No _N/A  Main drain test
Static psi VISUAL FLOW
Residual psi VISUAL FLOW
46 T Yes | INo « N/A  Are results within 10% of previous year?
47 ¥ Yes [ [No _ NjA All contzol valves operated through full range of metion and returned to normal position
48 ~_Yes {_|No + N/A  Specific gravity or anti-freeze system (if present)
49 [ “Yes [ JNo & N/A  Backflow preventer-test
50 [ Yes [ No v N/A  Backiflow preventer-flow test
Sprinklers {visible)
51 L lYes [ lNo & N/A  Nodamage or leaks
52 W Yes [ INo _IN/A  Free of comosion, foreign material, or paint
53 W Yes [ INo _IN/A  Installed in proper crientation
54 [ Yes [ INo ¥ NfA  Fluidin glass bulbs
55 ¥ Yes [ I No T ]N/A Spare sprinklers-proper number and type. Complete with wrench?
55 [ Yes [ INo I« N/A  Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible)
57 ¥ Yes [ INo _IN/A  Ingood condition/no external corrosion
58 _Yes [ JNo « N/A  Noleaks or mechanical damage
59 i Yes [ JNo __ N/A  Correct alignment-no external loads
60 _.Yes [ INo ¥ N/A  Hose racks-Inspected per NFPA 1962
Three—Yeér ) . R
General
61 _Yes [ iNo __ N/A  Hose has been tested in accordance with NFPA 1962
Five-Year - B
General
62 [ lYes T _Ne [ N/A Alarm value interior including strainers, filters, and restricticn orifice
63 [lYes _ No [ IN/A  Check valve-internal moves freely, in good condition
64 [ives —_No [N/A  Obstruction inspection-no foreign or obstructing material found
65 [IYes ~Ne [IN/A  Gauges tested or replaced
66 [ Yes __No L[ IN/A Pressure reducing valve-flow test and comparable to previous results

Thursday, November 10, 2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 » Fax: 973-781-1059
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 4 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29258
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660

System Designation: HOUSING AUTHORITY

Contact: MICKI

Comments / Deficiencies

General

5 COMPACTOR ROOM ONLY 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. TheA \;et}l]ggcriber also

roperty Name:
perty Address:

hone Number:
Contact:

m Designation:

pection

East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

LINCOLN VILALGE BLDG 6 Inspector: JOAN FORERQO- HURTADO
MEMORIAL DRIVE Contract No.: 29263

ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

(732) 774-2660

MICKI

Fire Alarm System

Comments / Remarks

42 NEED'S REPLACE
itivity testing is not part of this test and should be conducted on two year intervals.

Pr¢

Syste

Ins

Sen



Fire Alarm Inspection Report

Inspector: JOAN FORERQO- HURTADO
Contract No.: 29260
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  Fire Alarm System
Please see comment Page Attached

General Information
General

1 Name of Monitoring Company
2 Date of Inspection
3 Control Panel Make
4 Control Panel Model
5 Circuit Styles
6 Number of Circuits
7 Qty of Manual Pull Stations
8 Qty of Ion Smoke Detectors
9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

N/A
11/7/22
EEDWARDS
EST3
ADDRESSABLE
2

5

N/A

43

7

N/A

N/A

N/A

4

5

Property Name: LINCOLN VILLAGE BLDG 5

Property Address: MEMORIAL AVE & SPRINGWOOQOD AVE

ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

Thursday, November 10, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 573-560-1600 ¢ Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

LINCOLN VILLAGE BLDG 5 Inspector: JOAN FORERO- HURTADO
MEMORIAL AVE & SPRINGWOOD AVE Contract Na.: 29260

ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

(732) 774-2660

MICKI

System Designation:  Fire Alarm System

Visual Inspection

1 v Yes _No | N/A Are control panel fuses, lamps and Primary power breaker marked and locked?

2 WYes [ INo [IN/A Do batteries have proper connectors, and appear to be free of corrosion?

3 wYes [ INo [ N/A Do remote annunciators have zone locations listed?

4 « Yes [ INo [ IN/A Are Transmitters and phone lines in working order?

5 [1Yes [ INo W N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

6 wYes [ INo [ IN/A Do all lamps light?

7 ¥Yes [ No [N/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

8 W Yes _ No [ ]N/A When primary power is removed, will system operate under full load for 5 minutes?

9 ¥ Yes [ No [ N/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

10 ¥ Yes [INo [ NA Did system ground fault detection operated properly?
11 ¥ Yes [ No [ |N/A Did transmission of signals to off-premises location operated properly?
12 ¥ Yes [ INo ]N/A  Did panel supervision operated properly?
Initiating Devices
13 ¥ Yes __ No N/A Did all restorable heat detectors operate properly?
14 ¥ Yes [ No [ |N/A Are all non restorable devices less than 15 years old?
15 wYes [ INo []N/A  Did all manual pull fire alarm boxes operate properly?
16 viYes [ ' No [ IN/A  Did all smoke detectors operate properly?
17 [ IYes [ [No [/ N/A  Did duct detectors operate properly?
18 [ Yes [ No I N/A Did protected beam detectors operate properly?
19 [IYes [ No [ N/A  Did sprinkler switches operate properly?
Natification Devices
20 [1Yes ¥ No [ N/A All alarms operate properly?
21 ¥ Yes [ No [ N/A  Didall visible appliances operate properly?
22 v Yes [ INo [ IN/A  Did central station receive signals
23 ¥ Yes [ |No [ |N/A  Did annunciator operate properly and report accurately?
24 W Yes [ [No [ N/A Did the supervised circuits activate a trouble when a wire from a device was removed?
25 _Yes [ |No [ N/A  Did smoke doors close on alarm?
Thursday, November 10, 2022 City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600  Fax: 973-781-1099

11/7/22
11/7/22
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:

Contact: MICKI

LINCOLN VILLAGE BLDG 5

MEMORIAL AVE & SPRINGWOOD AVE
ASBURY PARK, NJ 07712

(732) 774-2660

System Designation:

W00 N O B W N =

B S U O L U I U O O O O o I L T L L T S AU I S I B S R et et e il e e
QO W oo N D W = O W0 NN DR WN P O W0 R W N = O

Thursday, November 10, 2022

Service Type
SMOKE DETECTORS
SMOKE DETECTORS
HEAT DETECTORS
HEAT DETECTCRS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
HEAT DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
PULL STATION
PULL STATION
PULL STATION

5 HORN/STROBES

Fire Alarm System

Location
BASEMENT
BASEMENT-1
BASEMENT-
BASEMENT--1
BASEMENT--1-1
BASEMENT--1-1-1
BASEMENT--1-1-1-1
BASEMENT--1-1-1-1-1
1ST FLOOR HALL
1ST FLOOR APT151
1ST FLOOR APT151-1

Inspection Date: 11/7/2022

1ST FLOOR APT151-1-1
1ST FLOOR APT151-1-1-1

1ST FLOOR APT 152
15T FLOOR APT 152-1

1ST FLOOR APT 152-1-1

1ST FLOOR APT 153
1ST FLOOR APT 153-1

1ST FLOOR APT 153-1-1

1ST FLOOR APT 154
1ST FLOOR APT 154-1

1ST FLOOR APT 154-1-1

2ND FLOOR HALL

2ND FLOOR APT 251
2ND FLOOR APT 251-1
2ND FLOOR APT 251-1
2ND FLOOR APT 251-1
2ND FLOOR APT 252
2ND FLOOR APT 252-1
2ND FLOOR APT 252-1
2ND FLOOR APT 253
2ND FLOOR APT 253-1
2ND FLOOR APT 253-1
2ND FLOOR APT 254
2ND FLOOR APT 254-1
2ND FLOOR APT 254-1
1ST FLOOR

2ND FLOOR-

3RD FLOOR--
THROUGH OUT BLDG

-1
-1-1

-1

b

=1

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Contract No.: 29260

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 » Fax: 973-781-1099

v Yes | No | N/A
v Yes _|No [ ]N/A
v Yes [ |No [ |N/A
v Yes T InNo [ IN/A
v Yes INo [ N/A
wYes [ INo [ N/A
¥ Yes [ No [ N/A
¥ Yes [ Ne | | N/A
W Yes [ No [ N/A
v Yes [ [No _ | N/A
v Yes [ [ No _N/A
v Yes | No [ |N/A
v Yes I No __ N/A
v Yes | No [ N/A
v Yes | No __ N/A
W Yes | No [ N/A
WYes [ No []N/A
v Yes [ INo [ |N/A
viYes _|No [ ]N/A
v Yes _|No | N/A
v Yes _|INo [ ]N/A
vl Yes [ |No [ ]N/A
v Yes [ INo [ ]N/A
v Yes [ INo [ IN/A
v Yes [ INo [ IN/A
v Yes [ No [IN/A
¥ Yes [ No [ N/A
¥ Yes [ INo [ N/A
v Yes [ INo [ N/A
v Yes [ No [ _ N/A
v Yes [ No [ N/A
¥ Yes [ No [ N/A
v Yes [ No | N/A
v Yes _  No | N/A
v Yes _ No [ | NA
v Yes | No | N/A
v Yes __ No | N/A
v Yes | No [ | N/A
v Yes No | | N/A
v Yes | No | N/A
Page 3 of 4



Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 5 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL AVE & SPRINGWOOQOD AVE Contract No.: 29260
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: Fire Alarm System

Comments / Remarks

Inspection
20 NONE OF THE HORN STROKE WORK WHEN BLDG GOES IN ALARM 11/7/22
21 HORN STROKES MUST GET CHECK 11/7/22

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 & Fax: 973-781-109%



need pull station replace on 2nd and 3rd floor..

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, November 10, 2022 City Fire Equipment Compahy, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 & Phone: 973-560-1600 & Fax: 973-781-1099

Page 1 of 1




Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29261
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: APT BUILDING
Please see comment Page Attached

General Information

Property Name: LINCOLN VILLAGE BLDG 5

Property Address: MEMORIAL AVE & SPRINGWOOD AVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

General
1 Building HOUSING AUTHORITY
2 Location of sprinkler valve BASEMENT

3 Make and madel of sprinkler valve

4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last N/A
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Thursday, November 10, 2022
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City Fire Equipment Company, Inc.
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 5 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL AVE & SPRINGWOOD AVE Contract No.: 29261
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: APT BUILDING
This Report Covers:  Annual

Inspections

General

19 W Yes __ No [ N/A  Sprinklers tested or replaced per appropriate testing schedule

Monthly - - -

General

20 [ Yes [ No v N/A  Gauges - normal water pressure maintained
Control Valves

21 ¥ Yes _ No _|N/A  Inthe correct (open or closed) position

22 _Yes __ No I NfA  Sealed, locked, or supervised

23 ¥ Yes [ No [IN/A  Accessible

24 W Yes [ [ No [ IN/A  Free from damage ar leaks

25 ¥/ Yes [ |No [ IN/A  Propersignage
Alarm Valves

26 _1Yes [ INo  N/A  Free of damage

27 _IYes [ INo & N/A  Accessible

28 _IYes [ INo ¥ N/A  Retard chamber/alarm drains not leaking

Quéﬁerly ' - -

General

29 " Yes __ No [¥ N/A  Alarm devices-free of damage

30 __Yes __ No [« N/A Alarm devices-water motor gong

31 _ Yes | No [« N/A  Hydraulic data nameplate-securely attached to riser/legible

32 _ Yes [ No [¥/N/A  Main drain test-if the sole supply is through a backflow preventer

Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 [ ]Yes | No [« N/A  Are results within 10% of previous year?
Fire Department Connections

34 [ IYes |  No [ NJA  Visible and accessible
35 [ Yes [ No [v N/A Coupling/swivels operate correctly
36 [ Yes | | No [v N/A  Plugs/caps are in place
37 [lYes [ No [ N/A  Gaskets are not damaged
33 [ Yes | No ¥ N/A  Identification signs are in place
39 [ Yes [ [ No [v/ N/A  Ball drip valve is functional
Pressure Reducing Valve

40 [ Yes | | No v NfA  Isthe open position/not leaking
41 | Yes _  No # N/A Maintaining downstream pressure
42 [ Yes | | No v N/A  Ingood condition

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 2 of 4
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Semi-Annual

General
43 _Yes [ No W NJA  Supervisory switch functions
44 1 "Yes  No ¥ N/A  Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual )
General
45 _JYes [ INo @ N/A  Main drain test
Static psi VISUAL FLOW
Residual psi VISUAL FLOW
46 [ . Yes _.No . N/A  Are results within 10% of previous year?
47 o Yes __No [ N/A All control valves operated through full range of moticn and returned to normal position
48 ves [_No wiw/A Specific gravity or anti-freeze system (if present)
49 [ "Yes " No + N/A  Backflow preventer-test
50 __Yes __ No & N/A  Backiflow preventer-flow test
Sprinklers (visible)
51 o Yes [ JNo [ JN/A  Nodamage or leaks
52 ¥'Yes [ 'No " M/A  Free of corrosion, foreign material, or paint
55  Yes _ No —_ N/A  Installed in proper orientation
54 _ Yes _No . N/A  Fluid in glass bulbs
55 & Yes [ iNo [ NfA  Spare sprinklers-proper number and type. Complete with wrench?
56 o Yes [ INe [ N/A Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible}
57 W Yes __ No __ N/A  Ingood conrdition/no external corrosion
58 ¥ Yes __ Ne _ NfA  Noleaks or mechanical damage
59 w Yes ' No i | N/A  Correct alignment-no external loads
60 __Yes © No ! N/A  Hose racks-Inspected per NFPA 1962
Three-Year o H
General
61 [ JYes __No __N/A  Hose has been tested in accordance with NFPA 1962
Five-Year R
General
62 __Yes | “No __ N/A Alarm value interior including strainers, filters, and restriction orifice
63 __Yes [ iNo [ N/A Check valve-internal moves freely, in good condition
64 T Yes T No [N/A Obstruction inspection-no fareign or obstructing material found
65 [ iYes “No [ IN/A  Gauges tested or replaced
66 L iYes _ No [ IN/A Pressure reducing valve-flow test and comparable to previous results

Thursday, November 10, 2022
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILLAGE BLDG 5 Inspector: JOAN FORERQO- HURTADO
Property Address: MEMORIAL AVE & SPRINGWOOD AVE Contract No.: 29261
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MICKI

System Désignation:” -A;DT éUILDING
Comments / Deficiencies

General
5 COMPACTOR ROOM/BOILER RM 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
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Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO

Contract No.: 29263

Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: LINCOLN VILALGE BLDG 6

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

System Designation:  Fire Alarm System
Please see comment Page Attached

General Information

General

1 Name of Moenitoring Company
2 Date of Inspection
3 Control Panel Make
4 Control Panel Model
5 Circuit Styles
6 Number of Circuits
7 Qty of Manual Pull Stations
8 Qty of Ion Smoke Detectors
9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

Thursday, November 10, 2022

N /A
11/7/22
EDWARDS
EST3
ADDRESSABLE
2

5

N/A

35

8

N/A

N/A

N/A

N/A

5

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, N] 07936 e Phone: 973-560-1600  Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

System Designation:

10 ¥
11 v

12 v

13
14
15
16
17
18
19

20

21 v

22
23
24
25

v Yes

[v] Yes
[« Yes
v Yes
Yes

1

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

LINCOLN VILALGE BLDG 6 Inspector: JOAN FORERO- HURTADO
MEMORIAL DRIVE Contract No.: 29263
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

No

No
~ No

1]

No
No
No

I

| No
| No
"I No
" | No
No
No
| No

No
No
No
No

" No
_ No

(732) 774-2660
MICKI

Fire Alarm System

Visual Inspection
I N/A Are control panel fuses, lamps and Primary power breaker marked and locked?
Ll n/A Do batteries have proper connectors, and appear to be free of corrosion?
L IN/A Do remote annunciators have zane locations listed?

| N/A Are Transmitters and phone lines in working aorder?

v N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment
[ N/A Do all lamps light?
[ N/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)
N/A When primary power is remaved, will system operate under full load for 5 minutes?
| N/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

] N/A Did system ground fault detection operated properly?

T ] N/A Did transmission of signals to off-premises location operated properly?

_ U N/A Did panel supervision operated properly?

Initiating Devices

I N/A Did all restorable heat detectors operate properly?

T N/A Are all non restorable devices less than 15 years old?

W N/A Did all manual pull fire alarm boxes operate properly?

W N/A Did all smoke detectors operate properly?

~ N/A Did duct detectors operate properly?

v N/A Did protected beam detectors operate properly?

vl N/A Did sprinkler switches operate properly?

Notification Devices
| N/A All alarms operate properly?

NfA Did all visible appliances operate properly?

| N/A Did central station receive signals

| N/A Did annunciator operate properly and report accurately?

I n/A Did the supervised circuits activate a trouble when a wire from a device was removed?

v N/A Did smoke doors close on alarm?

Thursday, November 10, 2022
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Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERO- HURTADO
Contract No.: 29263
Inspection Date: 11/7/2022

Property Name: LINCOLN VILALGE BLDG 6

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660

System

Contact: MICKI

Designation: ~ Fire Alarm System
Service Type Location

1 HEAT DETECTORS BASEMENT W Yes [ No [ N/A

2 HEAT DETECTORS BASEMENT-1 v Yes __ No [|N/A

3 HEAT DETECTORS BASEMENT-1-1 W Yes | No [ ]N/A

4 HEAT DETECTORS BASEMENT-1-1-1 Vi Yes [ |No [ |N/A

5 HEAT DETECTORS BASEMENT-1-1-1-1 W Yes _|No _IN/A

6 HEAT DETECTORS BASEMENT-1-1-1-1-1 viYes [ INo [_|N/A

7 HEAT DETECTORS BASEMENT-1-1-1-1-1-1 vl Yes [ |No _|N/A

8 HEAT DETECTORS BASEMENT-1-1-1-1-1-1-1 W Yes [ INo _ |N/A

9 SMOKE. DETECTORS BASEMENT- ¥ Yes INo [ N/A
10 PULL STATION BASEMENT--1 W Yes [ INo [ IN/A
11 PULL STATION BASEMENT--1-1 v Yes [ No [ N/A
12 SMOKE DETECTORS 15T FLOOR HALL v Yes [ No [ | N/A
13 SMOKE DETECTORS 15T FLOOR APT 161 ¥ Yes [ No [ N/A
14 SMOKE DETECTORS 1ST FLOOR APT 161-1 ¥ Yes [ No [ N/A
15 SMOKE DETECTORS 1ST FLOOR APT 162 v Yes [ No [ N/A
16 SMOKE DETECTORS 1ST FLOOR APT 162-1 W Yes [ No [ N/A
17 SMOKE DETECTORS 1ST FLOOR APT 162-1-1 W Yes [ No [ N/A
18 SMOKE DETECTORS 15T FLOOR APT 162-1-1-1 WV Yes [INo [ | N/A
19 SMOKE DETECTORS 1ST FLOOR APT 162-1-1-1-1 W Yes [ Noe [ N/A
20 SMOKE DETECTORS 1ST FLOOR APT 163 ¥ Yes | No [ IN/A
21 SMOKE DETECTORS 1ST FLOOR APT 163-1 v Yes [ INo [ N/A
22 SMOKE DETECTORS 2ND FLOOR APT 261 v Yes | No [ |N/A
23 SMOKE DETECTORS 2ND FLOOR APT 261-1 v Yes __ No [ [N/A
24 SMOKE DETECTORS 2ND FLOOR APT 262 v Yes [ No [ IN/A
25 SMOKE DETECTORS 2ND FLOOR APT 262-1 v Yes | No | | N/A
26 SMOKE DETECTORS 2ND FLOOR APT 262-1-1 v Yes [ | No [ |N/A
27 SMOKE DETECTORS 2ND FLOOR APT 262-1-1-1 W Yes [ I No [ N/A
28 SMOKE DETECTORS 2ND FLOOR APT 262-1-1-1-1 v Yes [ No [ |N/A
29 SMOKE DETECTORS 2ND FLOOR APT 263 W Yes I No __|N/A
30 SMOKE DETECTORS 2ND FLOOR APT 263-1 W Yes [ INo [ |N/A
31 SMOKE DETECTORS 3RD FLOOR HALL v Yes [ INo _N/A
32 SMOKE DETECTORS 3RD FLOOR APT 361 W Yes _INo [ N/A
33 SMOKE DETECTORS 3RD FLOOR APT 361-1 W Yes [ INo [ N/A
34 SMOKE DETECTORS 3RD FLOOR APT 362 W Yes [ INo [ ]N/A
35 SMOKE DETECTORS 3RD FLOOR APT 362-1 W Yes [ INo [ |N/A
36 SMOKE DETECTORS 3RD FLOOR APT 362-1-1 W Yes [ INo [ IN/A
37 SMOKE DETECTORS 3RD FLOOR APT 362-1-1-1 W Yes [ |No [ ]N/A
38 SMOKE DETECTORS 3RD FLOOR APT 362-1-1-1-1 “ Yes _|No [ ]N/A
39 SMOKE DETECTORS 3RD FLOCR APT 363 W Yes [ INo [ |N/A
40 SMOKE DETECTORS 3RD FLOOR APT 363-1 W Yes [ INo | | N/A

Thursday, November 10, 2022
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600  Fax: 973-781-1099

City Fire Equipment Company, Inc.
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Service Type Location

41 5 HORN/STROBES THRCUGH OUT BLDG WiYes | iNo _ ] N/A

42 PULL STATION 1SR FL COMMON EREA “lYes i No _1N/A

43 PULL STATION 2ND FL COMMON EREA v Yes |No LI1IN/A

44 PULL STATION 3RD Ft. COMMON EREA- +. Yes 1No 1 n/A
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page4 of 5
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Fire Alarm Inspection Report

733 Ridaedale

General Information
General
1 Building APT BLDG
2 Location of sprinkler valve BOILER ROOM
3 Make and model of sprinkler valve 6 CENTRAL
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last NO
inspection?
Valves
8 How are valves supervised? TAMPER SWITCH
9 Are valves identified with signs? YES
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump ELECTRIC
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location FRONT
16 Are identification signs provided? YES
Wet Systems
17 1Is system hydraulically calculated? YES
18 If yes, is hydraulic information sign provided at valve? N/A
Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 1 of 4
733 Ridgedale Avenue, East Hanaver, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099




Comments / Recommendations
3rd floor pull station needs replaced..

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Thursday, Novemnber 10, 2022 City Fire Equipment Company, Inc. Page 1 of 1
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO Property Name: LINCOLN VILALGE BLDG 6
Contract No.: 29264 Property Address: MEMORIAL DRIVE
Inspection Date: 11/7/2022 ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660

Contact: MICKI

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  APT BLDG
Please see comment Page Attached

General Information

General
1 Building N/A
2 Location of sprinkler valve BASEMENT
3 Make and model of sprinkler valve 2 GATE VALVE
4 Type of sprinkler system WET
5 Is building fully sprinklered? NO
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been maodified since last N/A
inspection?
Valves
8 How are valves supervised? SEATED
9 Are valves identified with signs? N/A
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location N/A
16 Are identification signs provided? N/A
Wet Systems
17 Is system hydraulically calculated? N/A

18 If yes, is hydraulic information sign provided at valve? N/A

Thursday, November 10, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600  Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

Property Name: LINCOLN VILALGE BLDG 6

Property Address: MEMORIAL DRIVE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: APT BLDG
This Report Covers:  Annual

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERO- HURTADO
Contract No.: 29264
Inspection Date: 11/7/2022

Inspections
General
19 ¥ Yes [ INo [ ]N/A Sprinklers tested or replaced per appropriate testing schedule
Monthly a -
General
20 |Yes [ INo v N/A  Gauges - normal water pressure maintained
Control Valves
21 ¥ Yes [ INo [ N/A  Inthe correct (open or closed) position
22 wiYes [ No [ N/A  Sealed, locked, or supervised
23 wiYes [ No [ N/A  Accessible
24 ¥ Yes | No [ |N/A  Free from damage or leaks
25 ¥/Yes _  No [ |N/A  Propersignage

Alarm Valves

J
3

Ly

26 | IYes _INo
27 | Yes No

N/A Free of damage
N/A Accessible

Ly

28 | Yes _INo [¥ N/A  Retard chamber/alarm drains not leaking
Quarterly -
General
29 [IYes | ' No ¥ N/A  Alarm devices-free of damage
30 [ |Yes _ INo [ N/A  Alarm devices-water motor gong
31 [lYes __ No v N/A Hydraulic data nameplate-securely attached to riser/legible
32 ¥ Yes __ No [ ]N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi VISUAL FLOW
Static psi VISUAL FLOW
33 [ IYes | No W/ N/A  Are results within 10% of previous year?
Fire Department Connections
34 [ 1Yes | No [v]N/A Visible and accessible
35 " lYes _INo [ N/A  Coupling/swivels operate correctly
36 [ lYes [ |No [v N/A Plugs/caps are in place
37 [ Yes [ INo [¥ N/A  Gaskets are not damaged
38 [ /Yes | No [v/N/A  Identification signs are in place
39 [ Yes | No [v/ N/A  Ball drip valve is functional
Pressure Reducing Valve
40 [ IYes | INo [v NJA Isthe open position/not leaking
41 [ Yes | No [v|N/A  Maintaining downstream pressure
42 [ Yes _|No I N/A  Ingood condition

Thursday, November 10, 2022
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Semi-Annual

General
43 { "Yes T No ¥ N/A  Supervisory switch functions
44 | Yes . JNo . N/A  Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual ) '
General
45 ¥ Yes [ No [ N/A  Main drain test
Static psi VISUAL FLOW
Residual psi ISUAL FLOW
46 [.Yes _INo « NJA  Are results within 10% of previous year?
47 W Yes T 1tNo _IN/A All control valves operated through full range of motion and returned to normal position
48 _lves ' INo ¥ N/A  Specific gravity or anti-freeze system (if present)
49 iYes [ :No ¥ NfA  Backflow preventer-test
50 [iYes [ No [ N/A  Backlflow preventer-flow test
Sprinklers (visible}
51 W Yes “INo . N/A  Nodamage or leaks
52 ¥ Yes _INe _iNfA  Free of carrosion, foreign material, or paint
53 W Yes : |No __1N/A  Installed in proper arientation
54 v Yes [_INo [IN/A  Fluid in glass bulbs
55 «iYes [ No [ IN/A  Spare sprinklers-proper number and type. Complete with wrench?
56 W Yes | No [ N/A Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible)
57 ¥ Yes __No __N/A  Ingood condition/no external corresion
58 [« Yes I No _IN/A  Noleaks or mechanical damage
59 ¥ Yes _iNo _IN/A  Correct alignment-no external loads
60 [ “Yes —_INo « N/A  Hose racks-Inspected per NFPA 1962
Three-Year
General
61 _IYes | iNo _N/A  Hose has been tested in accordance with NFPA 1962
Five-Year -
General
62 “iYes [ No [ N/A  Alarmn value interior including strainers, filters, and restriction orifice
63 {_IYes [ No [_ NfA  Check valve-internal moves freely, in good condition
64 L iYes | No [ N/A Obstruction inspection-no foreign or obstructing material found
65 [ iYes [ No [_ N/A  Gauges tested or replaced
66 [ 1Yes 7 No [ :N/A  Pressure reducing valve-flow test and comparable to previous results
Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 3 of 4
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LINCOLN VILALGE BLDG 6 Inspector: JOAN FORERO- HURTADO
Property Address: MEMORIAL DRIVE Contract No.: 29264
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: MICKI

System Designation: APT BLDG

Comments / Deficiencies

General
5 COMPACTOR RM ONLY 11/7/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 « Phone: 973-560-1600 e Fax: 973-781-1099



Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29268
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: LUMLEY HOMES BLDG A

Property Address: 1004 COMSTOCK STREET
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  Fire Alarm System
Please see comment Page Attached

General Information

General

1 Name of Moenitoring Company N /A
2 Date of Inspection 10/25/22
3 Control Panel Make EDWARDS
4 Control Panel Model EST3
5 Circuit Styles CLASS B
6 Number of Circuits 2
7 Qty of Manual Pull Stations 14
8 Qty of Ion Smoke Detectors N/A
9 Qty of Photo Smoke Detectors 68

10 Qty of Heat Detectors 1

11 Qty of Duct Detectors N/A

12 Qty of Carbon Monoxide Detectors N/A

13 Qty of Water Flow Switches N/A

14 Qty of Supervisory Switches N/A

15 Qty of Alarm Indicating Appliances 12

Monday, November 7, 2022

City Fire Equipment Company, Inc.
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Fire Alarm Inspection Report

Property Name
Property Address:

Phone Number
Contact

: LUMLEY HOMES BLDG A

1004 COMSTOCK STREET Contract No.: 29268
ASBURY PARK, NJ 07712

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Inspection Date: 11/7/2022

: (732) 774-2660
: AL PERALTA

System Designation:
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Monday, November 7, 2022

Visual Inspection
N/A Are control panel fuses, lamps and Primary power breaker marked and locked?
| N/A Do batteries have proper connectors, and appear to be free of corrosion?

| N/A Do remote annunciators have zone locations listed?

| N/A Are Transmitters and phone lines in working order?

I N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem. 2

Control Equipment

N/A Do all lamps light?

N/A Rernove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

[ N/A When primary power is removed, will system operate under full load for 5 minutes?
[T N/A Do trouble signals on any disconnect switch, alarm silence switch or isclating switch indicate
trouble when activated?
T N/A Did system ground fault detection operated properly?
_ I NJA Did transmission of signals to off-premises location operated properly?
_ N/A Did panel supervision operated properly?
Initiating Devices
I N/A Did all restorable heat detectors operate properly?
| N/A Are all non restorable devices less than 15 years old?
N/A Did all manual pull fire alarm boxes cperate properly?
N/A Did all smoke detectors operate properly?
N/A Did duct detectors operate properly?
N/A Did protected beam detectors operate properly?
N/A Did sprinkler switches operate properly?
Notification Devices
v N/A All alarms operate properly?
I nyA Did all visible appliances operate properly?
Tl N/A Did central station receive signals
LI N/A  Did annunciator operate properly and report accurately?
I N/A Did the supervised circuits activate a trouble when a wire from a device was removed?
v N/A Did smoke doors close on alarm?
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City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 o Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:

LUMLEY HOMES BLDG A

1004 COMSTOCK STREET
ASBURY PARK, NJ 07712

(732) 774-2660
Contact: AL PERALTA

System Designation:
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Service Type
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
PUL STATION

PUL STATICN

PUL STATION

SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1
SMOKE DETECTORS 1

PULL STATION
PULL STATION

PULL STATICN

PULL STATION

PULL STATION

PULL STATION

PULL STATION

PULL STATION
HORN & STROBE
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS

Monday, November 7, 2022

Fire Alarm System

Location

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Contract No.: 29268
Inspection Date: 11/7/2022

733 Ridgedale Avenue, East Hanover, N]J 07936 e Phone: 973-560-1600 « Fax: 973-781-109S

FIRE ALARM CONTROL PANEL v Yes [ No [ | N/A
OUT SIDE FRONT DOOR W Yes [ No _]N/A
LOBBY ¥ Yes [ INo [ |N/A
OLD DRS OFFICE W Yes [ |No [ ]N/A
1ST FLOOR HALL 1 vl Yes [ InNo [ ]N/A
1ST FLOOR HALL 2 v Yes _INo [ ]N/A
1ST FLOOR HALL 3 v Yes [ INo [ |N/A
1ST FLOOR HALL 4 v/ Yes [ INo [ IN/A
FRCNT DOOR LOBBY v Yes [ INo [ N/A
STAIRS EXIT A v Yes [ No [ | N/A
STAIRS EXIT B ¥ Yes [ No [  N/A
5TH FLOOR TOP OF STAIR v Yes [ No | | N/A
5TH FLOOR A v Yes [ INo | N/A
5TH FLOOR B W Yes [ No _N/A
4TH FLOOR B W Yes __ No | N/A
4TH FLOCR A V¥ Yes | No I N/A
3RDFLOOR A v Yes [ No [ |N/A
3RDFLOOR B v Yes [ No [ IN/A
2NDFLOOR B v Yes [ No [ N/A
2NDFLOOR A W Yes [ No [ N/A
5 TH FLOOR A ¥ Yes [ No [ |N/A
5 TH FLOOR B V¥ Yes [ No [ N/A
4TH TH FLOOR B WYes [ INo [ IN/A
4TH TH FLOOR A W Yes [ INo [ N/A
3RD FLOOR A v Yes [ INo [ N/A
3RD FLOOR B. ¥ Yes [ INo [ N/A
2ND FLOOR B. vYes [ INo [ |N/A
2ND FLOOR A. W Yes [ |No [ |N/A
1ST TO 5TH FLOOR COMMON EREA. v Yes [ |No _|N/A
APT5A vl Yes [ |No [ | N/A
APT5A-1 v Yes [ |No [ |N/A
APT 5B ¥ Yes [ INo [ ]N/A
APT 5§ B-1 v Yes | INo [ |N/A
APTSC ¥ Yes [ INo []N/A
APT5D v Yes [ INo [ ]N/A
APTSE ¥ Yes [ No [ |N/A
APT 5 E-1 v Yes [ No [ ]N/A
APT 5 F v Yes [ No [ |N/A
APT 5 F-1 W Yes [ No [IN/A
APT 4 A v Yes [ No [ ]N/A
City Fire Equipment Company, Inc. Page 3 of 5
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SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
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SMOKE DETECTORS
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SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS

Location
APT 4 A-1
APT 4 B
APT 4 B-1
APT4C
APT 4D
APT4E
APT 4 E-1
APT 4 F
APT 4 F-1
APT3 A
APT 3 A-1
APT 3B
APT 3 B-1
BLDG
APT3C
APT3D
APT3E
APT 3 E-1
APT3F
APT3F-1
APT 2 A
APT 2 A-1
APT 2B
APT 2B-1
APT2C
APT 2D
APT2F
APT 2 F-1
APT1A
APT 1 A-1
APT 1B
APT 1 B-1
APT1C
APT1D
APT1E
APT 1E-1
APT1F
APT 1F-1
APT 2 R-1
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Monday, November 7, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 » Fhone: 973-560-1600 » Fax: $73-781-1099
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Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LUMLEY HOMES BLDG A Inspector: JOAN FORERO- HURTADO
Property Address: 1004 COMSTOCK STREET Contract No.: 29268
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  Fire Alarm System
Comments / Remarks

Inspection
9 EXISTING TROUBLES10/14/21
75 NEED'S REPLACE
76 NEEDS REPLACE
77 NEED'S REPLACE
78 NEED'S REPLACE
Sensitivity testing is not part of this test and should be conducted on two year intervals.

Monday, November 7, 2022

City Fire Equipment Company, Inc. Page 5 of 5
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 » Fax: 973-781-1099



Comments / Recommendations
note: panel Inmultiple troubles, Needs smok detectors in apt.1f 2 missing..old Edwards pull station needs replaced..

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Monday, November 7, 2022 City Fire Equipment Company, Inc. Page lof 1
733 Ridgedale Avenue, East Hanover, N1 07936 » Phone: 973-560-1600 o Fax: 973-781-1099




Fire Alarm Inspection Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29272
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: LUMLEY HOMES BLDG B

Property Address: 1025 SECOND STREET
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation: Fire Alarm System
Please see comment Page Attached

General Information

General

1 Name of Monitoring Company

2 Date of Inspection

3 Control Panel Make

4 Control Panel Model

5 Circuit Styles

6 Number of Circuits

7 Qty of Manual Pull Stations

8 Qty of Ion Smoke Detectors

9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

N/A

10/31/22
EDWARDS

EST3

ADDRESSABLE

2
14
N/A
76
3
N/A
N/A
N/A
N/A
18

Monday, November 7, 2022

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, N] 07936 « Phone: 973-560-1600 » Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

System Designation:  Fire Alarm System
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Monday, November 7, 2022

LUMLEY HOMES BLDG B

1025 SECOND STREET Contract No.: 29272
ASBURY PARK, NJ 07712

(732) 774-2660
AL PERALTA

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspection Date: 11/7/2022

Inspector: JOAN FORERO- HURTADO

No

. No
" No

' No

__ No

I

[

LI

No
No

No
No

No
No
No

No
No
No
No
No
No
No

No
No
No
No
No
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Visual Inspection
T N/A Are control panel fuses, lamps and Primary power breaker marked and locked?
I N/A Do batteries have proper connectors, and appear to be free of corrosion?
CIN/A Do remote annunciators have zone locations listed?

| N/A Are Transmitters and phone lines in working order?

v N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any cbvious problem.

Control Equipment
[ N/A Do all lamps light?
[ n/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)
N/A When primary power is removed, will system operate under full load for 5 minutes?
[ NjA Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?
N/A Did system ground fault detection operated properly?
| N/A Did transmission of signals to off-premises location operated properly?
] N/A Did panel supervision operated properly?
Initiating Devices
| NJA Did all restorable heat detectors operate properly?
N/A Are all non restorable devices less than 15 years old?
N/A Did all manual pull fire alarm boxes operate properly?
N/A Did all smoke detectors operate properly?
N/A Did duct detectors operate properly?
NfA Did protected beam detectors operate properly?
N/A Did sprinkler switches operate properly?
Notification Devices
v N/A All alarms operate properly?
I N/A Did all visible appliances operate properly?
] N/A Did central station receive signals
LI nN/A Did annunciator operate properly and report accurately?
N/A Did the supervised circuits activate a trouble when a wire from a device was removed?
v N/A Did smoke doors close on alarm?
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733 Ridgedale Avenue, East Hanover, N] 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:

ASBURY PARK, NJ 07712
(732) 774-2660
Contact: AL PERALTA

LUMLEY HOMES BLDG B
1025 SECOND STREET

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERO- HURTADO

Contract No.: 29272

Inspection Date: 11/7/2022

System Designation:
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Service Type
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
PULL STATION
PULL STATION
PULL STATION
PULL STATION
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
HOR N STROBE
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTQRS
SMOKE DETECTQRS
SMOKE DETECTORS

Monday, November 7, 2022

Fire Alarm System

Location

QUTSIDE FRONT DOOR
FRONT LOBBY

GROUND FLOOR HALL
GROUND FLOOR HALL-1
GROUND FLOOR HALL-2
GROUND FLOOR HALL-3
GROUND FLOOR HALL-4
GROUND FLOOR STAIR B
GROUND FLOOR STAIR A

GROUND FLOOR COMMUNITY RM
GROUND FLOOR COMMUNITY RM-2

5TH FLOCR TOP OF STAIR
5TH FLORR.STAIRS A
4TH FLOOR STAIR A
4TH FLOOR STAIR B
3RD FLOOR STAIR B
3RD FLOOR STAIR A
2ND FLOOR STAIR A-
2ND FLOOR STAIR A--
1ST FLOOR STAIR A-
1ST FLOOR STAIR B
THROGHOUT. BLDG
APT 5 A

APT 5 A-1

APT5B

APT 5 B-1

APTS5C

APT5D

APT5E

APT 5 E-1

APT5F

APT 5 F-1

APT 4 A

APT 4 A-1

APT 4B

APT 4 B-1

APT 4 C

APT 4D

APT 4 E

APT 4 E-1

City Fire Equipment Company, Inc.

v Yes [No [ ] N/A
v/ Yes [ No [ ]N/A
v/ Yes [ No [IN/A
v Yes [ INo []N/A
# Yes [ INo [ N/A
v Yes | No [ N/A
v Yes | No [ N/A

Yes (vl No [ ]N/A
Vv Yes [ No [ |N/A
W Yes [ INo [ |N/A
W Yes [ INo [ IN/A
W Yes [ |No [_N/A
v Yes _|No [ N/A
viYes [ INo [ ]N/A
ViYes [ INo [ |N/A
v Yes [ No [ ]N/A
v Yes [ INo [ |N/A
v Yes [ No _|N/A
v Yes [ INo [ IN/A
v Yes [ I No [ |N/A
v Yes [ No [ |N/A
v Yes [ INo [ | N/A
v Yes [ No [ N/A
v Yes [ No [ N/A
v Yes [ I No [ | N/A
v Yes [ INo [ |N/A
v Yes [ |No __|N/A
v Yes [ |No [_|N/A
W Yes [ INo [ |N/A
WiYes [ INo [ N/A
Wi Yes [ INo [ IN/A
ViYes [ INo [ N/A
W Yes [ No [ N/A
viYes [ No [ ]N/A
v Yes [ No [ |N/A
v Yes [ No [ |N/A
v Yes [ No _|N/A
v Yes [ No [ ]N/A
¥ Yes [ I No _IN/A
¥ Yes [ INo _|N/A
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65
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60
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Service Type

SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTCRS
SMOKE DETECTCRS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS

Location

Monday, November 7, 2022

APT4F v.Yes [No _|N/A
APT 4 F-1 W Yes _INo _]NA
APT 3 A @ ves [ No [IN/A
APT 3 A-1 W Yes [ No [}N/A
APT 3B v Yes [ No [_N/A
APT 3B-1 WiYes [iNo [ n/A
APT3C “Yes TiNo [ N/A
APT3D V¥ Yes iNo [N/
APT3E V. Yes _No _]N/A
APT 3 E-1 ¥ Yes _INe _]N/A
APT3F W Yes I No _JN/A
APT 3 F-1 ¥ Yes _INo _N/A
APT2 A W Yes [ INo [ NA
APT 2 A-1 W.Yes [ No [ IN/A
APT 2B WiYes [ No [ N/A
APT 2 B-1 W Yes [iNo [ ]NA
APT2C #ives [INo [_ N/A
APT2D VYes [ Iwno [ n/A
APT2E V. Yes INo [ N/A
APT 2 E-1 ¥ Yes _INo [ IN/A
APT2F “ Yes - INo | N/A
APT 2 F-1 ¥ Yes | INo _]N/A
APT 1A [ Yes [ No _JNA
APT 1 A-1  Yes [ No TN/A
APT1B . W Yes [ No i_|N/A
APT 1B-1 v Yes [ No [JNA
APT1C v Yes [_No [_IN/A
APTID v Yes | No [IN/A
APTLE WYas [INo [JNA
APT 1 E-1 . Yes [INo [In/A
APT1F ¥ Yes i [No [ WN/A
APT1F-1 v, Yes  INo [ N/A
City Fire Equipment Company, Inc. Page 4 of 5
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Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: LUMLEY HOMES BLDG B Inspector: JOAN FORERO- HURTADO
Property Address: 1025 SECOND STREET Contract No.: 29272
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  Fire Alarm System

Comments / Remarks

Inspection
8 NEEDS REPLACE

Sensitivity testing is not part of this test and should be conducted on two year intervals.

City Fire Equipment Company, Inc. Page 5 of 5
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 « Fax: 973-781-1099

Monday, November 7, 2022



Comments / Recommendations 11/7/22

existing troubles in panet.Shall replace all (9) broken faceplates for all damage pull stations on common areas.faceplates come apart
when testing or crack in pieces, the one by apt 2F is missing the entire face place and anybody could send the system on alarm .

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Monday, November 7, 2022 City Fire EqQuipment Company, Inc. Page 1 of 1
733 Ridgedale Avenue, East Hanover, NJ G7936 « Phone: 973-560-1600 » Fax: 973-781-109%




Fire Alarm Inspection Report

Inspector: JOAN FORERQ- HURTADO
Contract No.: 29273
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: COMSTOCK COURT

Property Address: 1018 FIRST AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation: APT BLDG HOUSING AUTHORITY
Please see comment Page Attached

General Information

General
1 Name of Monitoring Company
2 Date of Inspection
3 Control Panel Make
4 Control Panel Model
5 Circuit Styles
6 Number of Circuits
7 Qty of Manual Pull Stations
8 Qty of Ion Smoke Detectors
9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

N /A

11/3/22
EDWARDS
EST3
ADDRESSABLE
2

14

0

124

N/A
N/A

20

Tuesday, November 8, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 ¢ Fax: 973-781-1099
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

L B
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13
14
15
16
17
18
19

20 [
21 v
22 v

23

25 |

Tuesday, November 8, 2022

COMSTOCK COURT

1018 FIRST AVENUE Contract No.: 29273
ASBURY PARK, NJ 07712

(732) 774-2660
AL PERALTA

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspection Date: 11/7/2022

Inspector: JOAN FORERC- HURTADO

System Designation:

OOl

APT BLDG HOUSING AUTHORITY

No
No
No
No
No

No
No

No

| No

1

IO

OO000®

No
No
No

No
No
No
No
No
No
No

No

| No

No
No

| No

| No

Visual Inspection
[ N/A Are control panel fuses, lamps and Primary power breaker marked and locked?
—N/A Do batteries have proper connectors, and appear to be free of corrosion?
[ ] nN/A Do remote annunciators have zone locations listed?
[ N/A Are Transmitters and phone lines in working order?

- N/A Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

N/A Do all lamps light?

N/A Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

Ll N/A When primary power is removed, will system operate under full load for 5 minutes?

I nN/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate
trouble when activated?

/A Did system ground fault detection operated properly?

_IN/A Did transmission of signals to off-premises location operated properly?
_IN/A  Did panel supervision operated properly?

Initiating Devices

| N/A Did all restorable heat detectors operate properly?

N/A Are all non restorable devices less than 15 years old?

N/A Did all manual pull fire alarm boxes operate properly?

N/A Did all smoke detectors operate properly?

N/A Did duct detectors operate properly?

N/A Did protected beam detectors operate properly?

N/A Did sprinkler switches operate properly?

Notification Devices

LI N/A All alarms operate properly?

CIN/A Did all visible appliances operate properly?

T N/A Did central station receive signals

LI N/A Did annunciator operate properly and report accurately?

_N/A Did the supervised circuits activate a trouble when a wire from a device was removed?
v N/A Did smoke doors close on alarm?

]

[1&]RIT]

11/7/22

City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099
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Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099
Inspector: JOAN FORERQ- HURTADO
Contract No.: 29273
Inspection Date: 11/7/2022

Property Name: COMSTQCK COURT

Property Address: 1018 FIRST AVENUE
ASBURY PARK, N1 07712
Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  APT BLDG HOUSING AUTHORITY

Service Type Location

1 PUL STATION BOILER ROOM Vv Yes [ INo [ N/A

2 PUL STATION BOILER ROOM-1 v Yes [ No [ N/A

3 SMOKE DETECTORS 1 1ST FLOOR HALL 1 “ Yes [ No [ N/A

4 SMOKE DETECTORS 1 15T FLOOR HALL 2 v Yes | No | |N/A

5 SMOKE DETECTORS 1 15T FLOOR HALL 3 W Yes [ No [  N/A

6 SMOKE DETECTORS APT1 A W Yes [ [ No [ N/A

7 SMOKE DETECTORS APT1 A-A2 v/ Yes _|No [ N/A

8 SMOKE DETECTORS APT-1 W Yes [INo [ |N/A

9 SMOKE DETECTORS APT1B1 v Yes [ INo [ | N/A
10 SMOKE DETECTORS APT 1B B2 v Yes | |No [ ]N/A
11 SMOKE DETECTORS 7 TH FLOOR TOP STAIRS v Yes INo [ ]N/A
12 SMOKE DETECTORS 7 TH FLOOR HALL 1 v Yes _INo N/A
13 SMOKE DETECTORS 7 TH FLOOR HALL 2 ¥ Yes [ No [ |N/A
14 SMOKE DETECTORS 7 TH FLOOR HALL 3 ¥ Yes [ No [ ]N/A
15 SMOKE DETECTORS 7 TH FLOOR HALL 4 v Yes [ [ No [ |N/A
16 SMOKE DETECTORS 7G1 W Yes [ No [ N/A
17 SMOKE DETECTORS 7 H1 v Yes [ No [ N/A
18 SMOKE DETECTORS 7 H2 ¥ Yes [ No [ N/A
19 SMOKE DETECTORS 7A1 v Yes [ No [ N/A
20 SMOKE DETECTORS 7A2 v Yes | No [ N/A
21 SMOKE DETECTORS 7Bl v Yes | No [ | N/A
22 SMOKE DETECTORS 7B2 v Yes | No [ N/A
23 SMOKE DETECTORS 7C1 v Yes __ No || N/A
24 SMOKE DETECTORS 7C2 ¥ Yes [ No [ |IN/A
25 SMOKE DETECTORS 7D1 W Yes [ INo [ N/A
26 SMOKE DETECTORS 7 D2 WYes [ INo [ N/A
27 SMOKE DETECTORS 7 E1 WiYes [ |No CIN/A
28 SMOKE DETECTORS 7 E2 W Yes [INo [ N/A
29 SMOKE DETECTORS 7 F1 viYes [ INo [ N/A
30 SMOKE DETECTORS 7F2 WiYes [ |[No [ IN/A
31 SMOKE DETECTORS 6 FLOOR HALL 1 V] Yes [ |MNo N/A
32 SMOKE DETECTORS 6 FLOOR HALL 2 v/ Yes _INo [ N/A
33 SMOKE DETECTORS 6 FLOOR HALL 3 v Yes _INo [ |N/A
34 SMOKE DETECTORS 6 FLOOR APT 6G 1 v Yes [ INo [ | N/A
35 SMOKE DETECTORS 6 FLOOR APT 6G 2 ¥ Yes [ INo [ N/A
36 SMOKE DETECTORS 6 FLOOR APT 6H1 v Yes | No | N/A
37 SMOKE DETECTORS 6 FLOOR APT 6H 2 v Yes [ No | N/A
38 SMOKE DETECTORS 6 FLOOR APT 6A1 ¥ Yes [ No ] N/A
39 SMOKE DETECTORS 6 FLOOR APT 6A2 ¥ Yes [ No | N/A
40 SMOKE DETECTORS 6 FLOOR APT 6B1 v Yes [ No _|N/A
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Service Type

Location

41 SMOKE DETECTORS 6 FLOOR APT 6B2 _No [_ N/A
42 SMOKE DETECTORS 6 FLOOR APT 6 C1 [T No [ NjA
43 SMOKE DETECTORS 6 FLOOR APT 6 C 2 Cito T N/A
44 SMOKE DETECTCRS 6 FLOOR AFTED 1 CINe  _1N/A
45 SMOKE DETECTCRS 6FLOOR APT6 D 2 TINo ] N/A
46 SMOKE DETECTORS 6 FLOCR APTG E 1 _INo [ N/A
47 SMOKE DETECTORS 6 FLOOR APT 6 E 2 LNo [ N/A
48 SMOCKE DETECTORS 6 FLOOR APTEF 1 [_Ne [~ NA
49 SMOKE DETECTORS 6 FLOOR APT 6 F 2 [ Ne __ N/A
50 SMOKE DETECTORS 5TH FLOOR HALL 1 CNe . N/A
51 SMOKE DETECTORS 5TH FLOOR HALL 2 TiNo _:N/A
52 SMOKE DETECTORS 5TH FLOOR HALL 3 “INo _IN/A
53 SMOKE DETECTORS 5TH FLOOR APT5G 1 “INo I N/A
54 SMOKE DETECTORS 5TH FLOOR APT 5 G 2 { INo []N/A
55 SMOKE DETECTORS STH FLOOR APT S H 1 L T N/A
56 SMOKE DETECTORS 5TH FLOOR APT 5 H 2 L L] N/A
57 SMOKE DETECTORS 5TH FLOOR APT 5 A 1 L] [ N/A
58 SMOKE DETECTORS 5TH FLOOR APT 5 A 2 [ [~ NfA
59 SMOKE DETECTORS STH FLOOR APT 5 Bl O T N/A
60 SMOKE DETECTORS 5TH FLOOR APT 5 B2 _1 _1 N/A
61 SMOKE DETECTORS STH FLOOR APT 5 C1 _iNo _JN/A
62 SMOKE DETECTGRS 5TH FLOCR APT 5 €2 [ No i ]N/A
63 SMOKE DETECTORS 5TH FLOOR APT 5 D1 [ No [JnN/A
64 SMOKE DETECTORS 5TH FLOOR APT 5D 2 CNe [ NA
65 SMCKE DETECTORS 5TH FLOOR APT 5 E 1 [ Ne [Jn/a
66 SMOKE DETECTORS 5TH FLOOR APT 5 E 2 [INe [ NA
67 SMOKE DETECTORS 5TH FLOOR APT 5 F 1 “INe T nya
68 SMOKE DETECTORS 5TH FLOOR APT 5 F 2 TINo TON/A
69 SMOKE DETECTORS 4 TH FLOOR HALL 1 “INo T N/A
70 SMOKE DETECTORS 4 TH FLOOR HALL 2 TINo I NJA
71 SMOKE DETECTORS 4 TH FLOOR HALL 3 T No . N/A
72 SMOKE DETECTORS 4 TH FLOOR HALL 4 [ No _1N/A
73 SMOKE DETECTORS 4 TH FLOOR HALL APT 4G L No ] NJA
74 SMOKE DETECTORS 4 TH FLOOR HALL APT 4G-1 [ No T JN/A
75 SMOKE DETECTORS 4 TH FLOOR HALLAPT 4 H 1 CiNo [ JN/A
76 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 H 2 [ No ] N/A
77 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 A 1 Clne LI N/A
78 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 A 2 CwNo [ N/A
79 SMOKE DETECTORS 4 TH FLOOR HALL APT4 B 1 TINo []N/A
80 SMOKE DETECTORS 4 TH FLOOR HALL APT 4B 2 “INe [Jn/A
81 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 C 1 “INo [ N/A
82 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 C 2 _InNae [ N/A
83 SMOKE DETECTORS 4 TH FLOOR HALLAPT 4D 1 W Yes iNo [ N/A
84 SMOKE DETECTORS 4 TH FLOOR HALLAPT4 DE 1 W Yes i+ iNo [ N/A
85 SMOKE DETECTORS 4 TH FLOOR HALLAPT 4 D E 2 W.Yes [ No [ N/A
86 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 F 1 W Yes [ No ©_ N/A
87 SMOKE DETECTORS 4 TH FLOOR HALL APT 4 F 2 ¥ Yes [_Nao __ N/A
88 SMOKE DETECTORS 3RO FLOOR HALL 1 ¥ Yes [ No __ N/A
89 SMOKE DETECTORS 3RD FLOOR HALL 2 ¥ Yes [ No . N/A
90 SMOKE DETECTORS 3RD FLOOR HALL 3 W Yes [ No _iN/A
91 SMOKE DETECTORS 3RD FLOOR APT 3G 1 W Yes [ No _iN/A
92 SMOKE DETECTORS 3RD FLOOR APT 3G 2 W Yes [ No _iN/A
93 SMOKE DETECTORS 3RD FLOOR APT 3 H 1 W Yes [ No _1N/A
94 SMOKE DETECTORS 3RD FLOOR APT 3 H 2 WV Yes [ No _INA
95 SMOKE DETECTORS 3RD FLOOR APT 3 AL ~ Yes 1 No INA
96 SMOKE DETECTORS 3RD FLOOR APT 3 A2 V. Yes _INo _]NJA
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129
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Service Type
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTCRS
SMOKE DETECTCRS
SMOKE DETECTCRS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMCKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
SMOKE DETECTORS
2 PULL STATION
FLBW SWITCH
TAMPER SWITCH
HOR N STROBE

2 PULL STATICN
FLOW SWITCH
TAMPER SWITCH
HORN & STROBE

2 PULL STATICN
FLOW SWITCH
TAMPER SWITCH
HOR N STROBE
HOR N STROBE

2 PULL STATION
FLOW SWICH
TAMPER SWICH
HORN & STROBE

2 PULL STATION
FLOW SWITCH
TAMPER SWITCH
HORN & STROBE

2 PULL STATION
FLOW SWITCH
TAMPER SWITCH
HOR N STROBE
HOR N STROBE

Location

3RD FLOORAPT 3B 1
3RD FLOOR APT 3B 2
3RDFLOOR APT3C1
3RD FLOCR APT3C2
3RD FLOCR AFT 3D 2
3RD FLOCR APT 3 E 1
3RD FLOCOR APT 3E 2
3RD FLOORAPT 3F 1
3RD FLOOR APT 3F 2
2ND FLOOR HALL 1
2ND FLOOR HALL 2
2ND FLOOR HALL 3
2ND FLOOR APT G 1
2ND FLOOR APT G 2
ZND FLOOR APT 2G 1
2ND FLOCR APT 2G 2
2ND FLOCR APT2H 1
2ND FLOOR APT 2H 2
2ND FLOOR APT 2 A1
2ND FLOOR APT 2 A 2
ZND FLOORAPT 2B 1
2ND FLOOR APT 2B 2
ZND FLOOR APT 2C 1
2ND FLOOR APT 2 C2
2ZND FLOORAPT 2D 1
2ND FLOOR APT 2D 2
2ND FLOOR APT 2E 1
2ND FLOOR APT 2 E 2
ZND FLOOR APT 2 F 1
2ND FLOOR APT 2 F 2
7 TH FLOOR--

7 TH FLOOR--..

7 TH FLOOR--..-1

7 TH FLOOR--..-1-1

6 FLOOR HALL ..

6 FLOOR HALL ..-1

6 FLOOR HALL ..-1-1
6 FLOOR HALL ..-1-1-1
S THFLOOR A

5 TH FLOOR A-1

5 TH FLOOR A-1-1

5 TH FLOOR A-1-1-1

5 TH FLOOR A-1-1-1-1
4 TH FLOOR.

4 TH FLOOR.-1

4 TH FLOOR.-1-1

4 TH FLOOR.-1-1-1
3RD FLOOR

3IRD FLOOR-1

3RD FLOOR-1-1

3RD FLOOR-1-1-1
2ND FLOOR

2ND FLOOR-1

2ND FLOOR-1-1

2ND FLOOR-1-1-1
2ND FLOOR-1-1-1-1
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Service Type Location
153 2 FLOW SWICH SPRINKLERS , ¥ Yes __No [ N/A
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Fire Alarm Inspection Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: COMSTOCK COURT Inspector: JOAN FORERO- HURTADO
Property Address: 1018 FIRST AVENUE Contract No.: 29273
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  APT BLDG HOUSING AUTHORITY
Comments / Remarks
Inspection
20 SYSTEM EXISTING TROUBLES. 11/7/22
Sensitivity testing is not part of this test and should be conducted on two year intervals.

Page 7 of 7

Tuesday, November 8, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, N]J 07936 o Phone: 973-560-1600  Fax: 973-781-1099



Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERQO- HURTADO
Contract No.: 29235
Inspection Date: 11/7/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation:  APT BLDG
General Information

Property Name: COMSTOCK COURT

Property Address: 1018 FIRST AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

General
1 Building HOUSING BLDG
2 Location of sprinkler valve BOILER ROOM
3 Make and model of sprinkler valve 4"SHOT GUN
4 Type of sprinkler system WET
5 Is building fully sprinklered? YES
6 Is entire sprinkler system in service? YES
7 Has sprinkler system been modified since last N/A
inspection?
Valves
8 How are valves supervised? TAMPER SWITCH
9 Are valves identified with signs? YES
Water Supply See Chapters 7 an 9 of NFPA 25
10 When was last water supply test made? N/A
11 Are reservoirs, tanks, or pressure tanks in good N/A
condition?
Pumps See Chapter 8 of NFPA 25
12 Is fire pump NONE
13 When was pump last inspected? N/A
14 Is pump in good condition? N/A
Fire Department Connections
15 Location FRONT BLDG
16 Are identification signs provided? YES
Wet Systems
17 Is system hydraulically calculated? YES

18 If yes, is hydraulic information sign provided at valve? N/A

Tuesday, November 8, 2022 City Fire Equipment Company, Inc.
733 Ridgedale Avenue, East Hanover, N] 07936 ¢ Phone: 973-560-1600 « Fax: 973-781-1099
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Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: COMSTOCK COURT Inspector: JOAN FORERC- HURTADO
Property Address: 1018 FIRST AVENUE Contract No.: 29235
ASBURY PARK, NJ 07712 Inspection Date: 11/7/2022

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  APT BLDG
This Report Covers:  Annual

Inspections
General
19 viYes [ |No [ |N/A Sprinklers tested or replaced per appropriate testing schedule
Monthly - o : .
General
20 [¥/Yes | INo [ | N/A  Gauges - normal water pressure maintained
Control Valves
21 [wIYes [ No [ | N/A  Inthe correct (open or closed) position
22 v Yes [ No [ IN/A  Sealed, locked, or supervised
23 [v Yes [ INo [ N/A  Accessible
24 ¥ Yes [ No [ N/A Free from damage or leaks
25 W Yes [ INo [ ]N/A Proper signage
Alarm Valves
26 ¥ Yes [ No [ IN/A  Freeof damage
27 _lYes [ No [¥ N/A  Accessible
28 [ Yes | No ¥ N/A  Retard chamber/alarm drains not leaking
Quarterly ) o
General
29 [ Yes __ No ¥ NJA  Alarm devices-free of damage
30 ¥ Yes _ No [ | N/A  Alarm devices-water motor gong
31 [ Yes _ No ¥ N/A  Hydraulic data nameplate-securely attached to riser/legible
32 v Yes __ No | | N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi 90
Static psi 80
33 [ [Yes | No ¥ NJA  Are results within 10% of previous year?
Fire Department Connections
34 W Yes _ | No [ | N/A Visible and accessible
35 W Yes | [No [ | N/A  Coupling/swivels operate correctly
36 ¥ Yes _ No [ N/A  Plugs/caps are in place
37 W Yes [ No [_ N/A  Gaskets are not damaged
38 W Yes [ No [ N/A  Identification signs are in place
39 ¥ Yes _ No | N/A  Balldrip valve is functional
Pressure Reducing Valve
40 W Yes __ No [ | N/A Isthe open position/not leaking
41 " Yes __ No ¥ N/A Maintaining downstream pressure
42 | Yes [ No [v N/A  Ingood condition
Tuesday, November 8, 2022 City Fire Equipment Company, Inc. Page 2 of 3
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Semi-Annual

General
43 " lYes __ No & NJA  Supeivisory switch functiens
44 [“IYes [ No I« N/A  Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual -
General
45 ¥ Yes [ JNo " N/A  Main drain test
Static psi 90
Residual psi 80
46 _ Yes __ No [ N/A  Are results within 10% of previous year?
47 iw Yes __ No [ N/A All control valves cperated through full range of motion and returned to nermal position
48 | 1Yes ! !No [v NfA  Specific gravity or anti-freeze system (if present)
49 “1Yes [INo W N/A  Backflow preventer-test
50 T]Yes [ INo W, N/A  Backiflow preventer-flow test
Sprinklers (visible)
51 v, Yes [ JNo _iN/A  Nodamage or leaks
52 ¥ Yes " INo {_N/A  Free of corrasion, foreign material, or paint
53 __ Yes __No & N/A Installed in proper orientation
54 [1Yes __ No i N/A  Fluid in glass bulbs
5 ¥, Yes _ No [ |N/A  Spare sprinklers-proper number and type. Complete with wrench?
56 Wi Yes [ JNo [ JN/A  Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible}
57 [wiYes [ JNo [ ]N/A  Ingood condition/no external corrosion
58 WiYes [ INe —_ N/A  Noleaks or mechanical damage
5¢ WiYes [ |No __ N/A  Correct alignment-no external loads
60 ¥iYes | INo . N/A  Hose racks-Inspected per NFPA 1962
Three-Year -
General
61 _'Yes _ No | N/A  Hose has been tested in accordance with NFPA 1962
Five-Ye?r’ o S a
General
62 + "Yes ___ No [_N/A Alarm value interior including strainers, filters, and restriction arifice
63 ~ Yes _ . No [ !N/A  Check valve-internal moves freely, in good condition
64 _Yes - No [ N/A  Obstruction inspection-no foreign or abstructing material found
65 (_ves T1No [ N/A  Gauges tested or replaced
66 __ Yes i iNo [ N/A Pressure reducing valve-flow test and comparable to previcus results

Tuesday, November 8, 2022
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Comments / Recommendations

needs trouble shooting multiple troubles in system..

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Tuesday, November 8, 2022 City Fire Equipment Company, Inc. Page 1 of 1
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Fire Alarm Inspection Report

Inspector: JOAN FORERQO- HURTADO
Contract No.: 29275
Inspection Date: 11/30/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: DR ROBINSON TOWER

Property Address: 1000 3RD AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation:  Fire Alarm System
Please see comment Page Attached

General Information

General
1 Name of Monitoring Company
2 Date of Inspection
3 Control Panel Make
4 Control Panel Model
5 Circuit Styles
6 Number of Circuits
7 Qty of Manual Pull Stations
8 Qty of Ion Smoke Detectors
9 Qty of Photo Smoke Detectors
10 Qty of Heat Detectors
11 Qty of Duct Detectors
12 Qty of Carbon Monoxide Detectors
13 Qty of Water Flow Switches
14 Qty of Supervisory Switches
15 Qty of Alarm Indicating Appliances

Tuesday, December 20, 2022

N/A
10/27/2022
EDWARDS
EST3-230
ADDRESSABLE
2

26

N/A

496

4

N/A

N/A

2

4

34
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Fire Alarm Inspection Report

Property Name:
Property Address:

733 Ridgedale Avenue
East Hanover, N] 07936
Phone: 973-560-1600
Fax: 973-781-1099

DR ROBINSON TOWER Inspector: JOAN FORERO- HURTADO
1000 3RD AVENUE Contract No.: 29275
ASBURY PARK, NJ 07712 Inspection Date: 11/30/2022

Phone Number: (732) 774-2660

Contact: AL PERALTA

System Designation:  Fire Alarm System

Visual Inspection

1 v Yes [ ]No ~ N/A Are control panel fuses, lamps and Primary power breaker marked and locked?

2 v Yes [ INo [ IN/A Do batteries have proper connectors, and appear to be free of corrosion?

3« vYes _INo [ IN/A Do remote annunciators have zone locations listed?

4 ¥ Yes __ No [ |N/A  Are Transmitters and phone lines in working order?

5 v Yes INo [ IN/A  Walk the bldg. Do smoke/heat detectors, fire alarm pull stations, flow/pressure/sprinkler
tamper switches, duct detectors, appear to be free of excessive dirt, physical damage,
improper install., missing devices, physical obstruct. or any obvious problem.

Control Equipment

6 ¥ Yes | No [_N/A Do alllamps light?

7 ¥ Yes T No [ NJA  Remove secondary power. Does the system operate under full load? All alarm appliances?
(bells, horns, strobes)

8 WYes __ No [ NA When primary power is removed, will system operate under full load for 5 minutes?

9 W Yes [ INo [ N/A Do trouble signals on any disconnect switch, alarm silence switch or isolating switch indicate 11/29/22
trouble when activated?

10 ¥ Yes [INo [ IN/A  Did system ground fault detection operated properly?
11 WiYes [ INo " IN/A  Did transmission of signals to off-premises location operated properly?
12 wlYes [ INo [ IN/A Did panel supervision operated properly?
Initiating Devices
13 ¥ Yes [ INo [ N/A  Did all restorable heat detectors operate properly?
14 ¥ Yes [ INo [ IN/A Are all non restorable devices less than 15 years old?
15 ¥ Yes | No [ |N/A Did all manual pull fire alarm boxes operate properly?
16 v Yes _ No [ |N/A  Did all smoke detectors operate properly?
17 [lYes [ No v N/A Did duct detectors operate properly?
18 [ Yes [ No W N/A  Did protected beam detectors operate properly?
19 ¥ Yes [ No _|N/A Did sprinkler switches operate properly?
Notification Devices
20 ¥ Yes [ INo [ JN/A Al alarms operate properly?
21 & Yes | No [ |N/A Did all visible appliances operate properly?
22 ¥ Yes | No [ | N/A Did central station receive signals
23 ¥ Yes | No [ N/A Did annunciator operate properly and report accurately?
24 v Yes _|No [ N/A  Did the supervised circuits activate a trouble when a wire from a device was removed?
25 W Yes [ No [ N/A Did smoke doors close on alarm?
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Fire Alarm Inspection Report

Property Name:
Property Address:

DR ROBINSON TOWER

1000 3RD AVENUE
ASBURY PARK, NJ 07712

Contract No.: 29275
Inspection Date: 11/30/2022

Phone Number: (732) 774-2660

Contact: AL PERALTA

System Designation:

Fire Alarm System

733 Ridgedale Avenue
East Hanover, N1 07936
Phone: 973-560-1600
Fax: 973-781-1099

Inspector: JOAN FORERQO- HURTADO

Service Type Location

1 SMOKE DETECTOR FACP RM W Yes [ No

2 SMOKE DETECTOR MAIN OFFICE v Yes [ | No

3 SMOKE DETECTOR COMMUNITY CENTER 1-2 v Yes | No
4 SMOKE DETECTOR COMMUNITY CENTER 2-2 ¥ Yes | No

5 SMOKE DETECTOR BY ELEVATOR 1ST FL ViYes [ No

6 PULL STATION MAIN ENTRANCE v Yes [ |No

7 PULL STATION COMMUNITY CENTER ¥ Yes [ | No

8 PULL STATION REAR EXIT 1ST FL ¥ Yes _INo

9 PULL STATION SIDE EXIT 15T FL v Yes [ | No
10 PULL STATION EXIT BOILER RM v Yes [ No
11 PULL STATION BOILER RM v Yes [ | No
12 SMOKE DETECTOR STAIRS A 8TH FL v Yes | Ne
13 SMOKE DETECTOR STAIRS 8TH FL ¥ Yes | No
14 SMOKE DETECTOR 8TH FL HALL 1-5 ¥ Yes | No
15 SMOKE DETECTOR 8TH FL HALL 2-5 ¥iYes [ |No
16 SMOKE DETECTOR 8TH FL HALL 3-5 v/ Yes [ |No
17 SMOKE DETECTOR 8TH FL HALL 4-5 v Yes _|No
18 SMOKE DETECTOR 8TH FL HALL 5-5 ¥ Yes _INo
19 SMOKE DETECTOR 801 1-2 ¥ Yes [ No
20 SMOKE DETECTOR 801 2-2 v Yes [ No
21 SMOKE DETECTOR 802 1-2 v Yes [ No
22 SMOKE DETECTOR 802 2-2 v Yes | | No
23 SMOKE DETECTOR 803 1-2 ¥ Yes | No
24 SMOKE DETECTOR 803 2-2 v Yes | No
25 SMOKE DETECTOR 804 1-2 ¥iYes [ |No
26 SMOKE DETECTOR 804 2-2 viYes [ |No
27 SMOKE DETECTOR 805 1-2 ¥ Yes [ |No
28 SMOKE DETECTOR 805 2-2 ¥ Yes _INo
29 SMOKE DETECTOR 806 1-2 v Yes [ INo
30 SMOKE DETECTOR 806 2-2 v Yes [ I No
31 SMOKE DETECTOR 807 1-2 W Yes [ No
32 SMOKE DETECTOR 807 2-2 v Yes [ No
33 SMOKE DETECTOR 808 1-2 v Yes [ No
34 SMOKE DETECTOR 808 2-2 v Yes | No
35 SMOKE DETECTOR 809 1-2 v Yes _ No
36 SMOKE DETECTOR 809 2-2 v Yes | No
37 SMOKE DETECTOR 810 1-2 ¥ Yes | No
38 SMOKE DETECTOR 810 2-2 v Yes || No
39 SMOKE DETECTOR 811 1-2 v/ Yes [ |No
40 SMOKE DETECTOR 811 2-2 v Yes _ |No

Tuesday, December 20, 202
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N/A
N/A
N/A
| N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
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[ N/A
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41
42
43
44
45
46
47
48
49
50
51
52
53
54
55
56
57
58
59
60
61
62
63
64
65
66
67
68
69
70
71
72
73
74
75
76
77
78
79
80
81
82
83
84
85
86
87
88
89
90
91
92
93
94
95
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Service Type
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTCR
PULL STATION
PULL STATION
PULL STATION
PULL STATICN
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTCR
SMOKE DETECTCR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMCKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
PULL STATION
PULL STATION
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTCR
SMOKE DETECTOR
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Location

812 1-2 W Yes _No [ N/A
813 1-2 v Yes | .No [ N/A
812 2-2 W Yes [ 1No [ NjA
813 2-3 ViYes [ INo —]N/A
814 1-2 ViYes _ |No _|N/A
814 2-2 ¥ Yes _No L 1NA
815 1-2 ¥ Yes __ No [ N/A
815 2-2 W Yes [ No [_ N/A
BY 8TH FL STAIR A WiYes [ 'No [ N/A
BY 8TH FL STAIR B ViYes [ Ne N/
BY 7TH FL STAIR B ¥ Yes T INe _INjA
BY 7TH FL STAIR A ¥ Yes —_No N/
7TH FL STAIR B WV Yes ~No _]NA
7TH FL STAIR A V. Yes | No [ N/A
7TH FL HALL 1-5 Wi Yes [ INo [ N/A
7TH FL HALL 2-5 ViYes [ INo [ N/A
7TH FL HALL 3-5 ViYes [ INo [ ]N/A
7TH FL HALL 4-5 ViYes INo CINA
7TH FL HALL 5-5 ¥ Yes _ No _JN/A
701 1-2 [ Yes ©_ MNo _!N/A
701 2-2 v Yes [ No [ N/A
702 1-2 Wiyes [INo | . N/A
702 2-2 v ¥es [No [ N/A
703 1-2 V. Yes T INo [ N/A
703 2-2 ¥, Yes JNo i 1N/
704 1-2 W Yes _'No _]N/A
704 2-2 v Yes . No _N/A
705 1-2 W Yes [ No _|N/A
705 2-2 ¥ Yes [ INo [ i N/A
706 1-2 W, Yes TlNo [ N/A
706 2-2 iYes [ INo [ N/A
707 1-2 ViYes L No [.1N/A
707 2-2 ZiYes _INo [INA
708 1-2 W Yes __ No [INA
708 2-2 W Yes _ No N
709 1-2 ¥ Yes  No _|N/A
709 2-2 [ Yes [ No __INA
710 1-2 ¥ Yes [1No _IN/A
710 2-2 ¥ Yes [INo [ N/A
711 1-2 ViYes [INo [ N/A
711 2-2 ViYes INo [ N/A
713 1-2 ViYes [ No [ N/A
713 2-2 v Yes _|No [ NjA
714 1-2 W Yes _INo [ NA
714 2-2 W Yes _ iNo i N/A
715 1-2 W Yes _ Ne L] NA
715 2-2 ¥ Yes _ No _IN/A
BY 6TH FL STAIR A ¥ Yes [ No _N/A
BY 6TH FL STAIR B W Yes [ No _JN/A
6TH FL STAIR A v Yes [ No _|N/A
6TH FL STAIR B ViYes [ INo _|N/A
6TH FL HALL 1-6 Vives [ INo __INJA
6TH FL HALL 2-6 v Yes [ INo IN/A
6TH FL HALL 3-6 #iYes [ INo [ IN/A
6TH FL HALL 4-6 ViYes T INo . N/A
6TH FL HALL 5-6 i Yes _iNo __ N/A
City Fire Equipment Company, Inc. Page 4 of 9




Service Type Location
97 SMOKE DETECTCR 6TH FL HALL 6-6 Y Yes [nNo T ]NfA
98 SMOKE DETECTOR 601 1-2 o Yes [ INo _|N/A
99 SMOKE DETECTOR 601 2-2 ¥ Yes _JNo _IWN/A
100 SMOKE DETECTOR 602 1-2 W Yes _No [ N/A
101 SMOKE DETECTOR 602 2-2 Wi Yes . No [ NjA
102 SMOKE DETECTOR 603 1-2 ViYes [ No [N/A
103 SMOKE DETECTOR 603 2-2 ViYes [ Ne T NA
104 SMOKE DETECTOR 604 1-2 W Yes [ No _IN/A
105 SMOKE DETECTOR 604 2-2 W Yes T INo _|N/A
106 SMOKE DETECTOR 605 1-2 W Yes _INo _|N/A
107 SMOKE DETECTOR 605 2-2 W Yes _No _J]N/A
108 SMOKE DETECTOR 606 1-2 W Yes _No [N/A
109 SMOKE DETECTOR 606 2-2 WwiYes [ No [ N/A
110 SMOKE DETECTOR 607 1-2 viYes [_No [ N/A
111 SMOKE DETECTOR 607 2-2 Wives [INo [INA
112 SMOKE DETECTOR 608 1-2 v Yes [ INo _]N/A
113 SMOKE DETECTOR 608 2-2 ¥ Yes “INo _]NA
114 SMOKE DETECTOR 609 1-2 W Yes _JNo _|NA
115 SMOKE DETECTOR 609 2-2 ¥ Yes _No i_lN/A
116 SMOKE DETECTOR 610 1-2 L Yes [ No [ N/A
117 SMOKE DETECTOR 610 2-2 v Yes [ No [ N/A
118 SMOKE DETECTOR 611 1-2 ¥ ves [ No [ NA
119 SMOKE DETECTOR 612 1-2 v Yes [ INo [ N/A
120 SMOKE DETECTOR 612 2-2 W Yes T No _INA
121 SMOKE DETECTOR 613 1-2 ¥ Yes _No _IN/A
122 SMOKE DETECTOR 613 2-2 W Yes _INo _IN/A
123 SMOKE DETECTOR 614 1-2 . Yes _ INo _IN/A
124 SMOKE DETECTOR 614 2-2 W Yes | No L N/A
125 SMOKE DETECTOR 615 1-2 ViYes [ No | |N/A
126 SMOKE DETECTOR 615 2-2 wiYes [ No [ INfA
127 PULL STATION BY 5TH FL STAIR A ViYes [ No [ NJ/A
128 PULL STATION BY 5TH FL STAIR B WiYes [No [ N/A
129 SMOKE DETECTOR 5TH FL STAIR A v Yes [INo [ N/A
130 SMOKE DETECTOR 5TH FL STAIR B v Yes [ [No ©_iN/A
131 SMOKE DETECTCR 5TH FL HALL 1-6 v Yes " INa _jN/A
132 SMOKE DETECTOR 5TH FL HALL 2-6 ¥ Yes _INo _JN/A
133 SMOKE DETECTOR 5TH FL HALL 3-6 W Yes _No _MN/A
134 SMOKE DETECTOR 5TH FL HALL 4-6 ViYes [ No _|N/A
135 SMOKE DETECTOR 5TH FL HALL 5-6 ViYes [ No []N/A
136 SMOKE DETECTOR 5TH FL HALL 6-6 siYes [ No [IN/A
137 SMOKE DETECTOR 501 1-2 i Yes [ No [N/A
138 SMOKE DETECTOR 502 1-2 & Yes [INo [ 'N/A
139 SMOKE DETECTOR 502 W Yes [INo [ N/A
140 SMOKE DETECTOR 502 2-2 W Yes [ iNo [_ N/A
141 SMOKE DETECTOR 503 1-2 W.Yes “INo [ N/A
142 SMOKE DETECTOR 503 2-2 ¥ Yes _INo 1 N/A
143 SMOKE DETECTOR 504 1-2 ¥ Yes _No __ N/A
144 SMOKE DETECTOR 504 2-2 W Yes ~INo _N/A
145 SMOKE DETECTOR 505 1-2 W.Yes  INo _ INA
146 SMOKE DETECTOR 505 2-2 W Yes _No _NA
147 SMOKE DETECTOR 5061-2 WiYes _ No _1NA
148 SMOKE DETECTOR 506 2-2 v, Yes [ No _ N/A
149 SMOKE DETECTOR 507 1-2 Vi Yes [ No _|N/A
150 SMOKE DETECTOR 507 2-2 WiYes [ No ] N/A
151 SMOKE DETECTOR 508 1-2 «iYes [ _No _IN/A
152 SMOKE DETECTOR 508 2-2 ViYes [ TNo T IN/A
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Service Type

153 SMOKE DETECTOR
154 SMOKE DETECTOR
155 SMOKE DETECTOR
156 SMOKE DETECTOR
157 SMCKE DETECTOR
158 SMOKE DETECTOR
159 SMOKE DETECTOR
160 SMOKE DETECTOR
161 SMOKE DETECTOR
162 SMOKE DETECTOR
163 SMOKE DETECTO
164 SMOKE DETECTOR
165 SMOKE DETECTOR
166 SMOKE DETECTOR
167 PULL STATION
168 PULL STATION
169 SMOKE DETECTOR
170 SMOKE DETECTOR
171 SMOKE DETECTOR
172 SMOKE DETECTOR
173 SMOKE DETECTOR
174 SMOKE DETECTOR
175 SMOKE DETECTOR
176 SMOKE DETECTOR
177 SMOKE DETECTOR
178 SMOKE DETECTOR
179 SMOKE DETECTOR
186 SMOKE DETECTOR
181 SMOKE DETECTOR
182 SMOKE DETECTCR
183 SMOKE DETECTOR
184 SMOKE DETECTOR
185 SMOKE BETECTOR
186 SMOKE DETECTOR
187 SMOKE DETECTOR
188 SMOKE DETECTOR
189 SMOKE DETECTOR
180 SMOKE DETECTOR
191 SMOKE DETECTOR
192 SMOKE DETECTOR
193 SMOKE DETECTOR
194 SMOKE DETECTOR
195 SMOKE DETECTOR
196 SMOKE DETECTOR
197 SMOKE DETECTOR
198 SMOKE DETECTOR
199 SMOKE DETECTOR
200 SMCKE DETECTOR
201 SMOKE DETECTOR
202 SMCKE DETECTOR
203 SMOKE DETECTOR
204 SMCKE DETECTOR
205 SMOKE DETECTOR
206 SMOKE DETECTOR
207 SMOKE DETECTOR
208 SMOKE DETECTOR

Location

509 1-2

509 2-2

510 1-2

510 2-2

511 1-2

511 2-2

512 1-2

512 2-2

513 1-2

513 2-2

5i4 1-2

514 2-2

5151-2

515 2-2

BY 4TH FL STAIR A
BY 4TH FL STAIR B
4TH FL STAIR A
4TH FL STAIR B
4TH FL HALL 1-6
4TH FL HALL 2-6
4TH FL HALL 3-6
4TH FL HALL 4-6
4TH FL HALL 5-6
4TH FL HALL 6-6
401 1-2

401 2-2

402 1-2

402 2-2

403 1-2

403 2-2

404 1-2

404 2-2

405 1-2

405 2-2

406 1-2

406 2-2

407 1-2

407 2-2

408 1-2

408 2-2

409 1-2

409 2-2

410 1-2

410 2-2

411 1-2

411 2-2

412 1-2

412 2-2

413 1-2

413 2-2

414 1-2

414 2-2

4151-2

415 2-2

3RD FL STAIRS A
3RD FL STAIRS B

Tuesday, December 20, 2022
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¥ Yes ~INo | N/A
v Yes _INe _JN/A
V. Yes _INo [INA
v Yes [ No [ NA
# Yes [ No [ N/A
W Yes [iNo [_In/a
W Yes [ INo [ 1N/A
v, Yes _INo _JNfA
¥ Yes _INo _|NA
¥ Yes [ "No [ 1N/A
¥ Yes [ No [ WA
« Yes [ No [ N/A
[ Yes T 1No [ N/A
[ Yes —JNo _ ] NA
¥, Yes _INo _1N/A
W Yes [ INe TINfa
¥ Yes [ No [ InN/&
¥ Yes [ No [ N/A
v Yes [ INo [ N/A
W Yes INo [ NfA
¥, Yes | No [N/A
¥iYes _INo _]N/A
WiYes | No _|N/A
“iYes __ No _N/A
+ves [ No [INA
¥ Yes [ No [ inA
“ Yes T INo [ N/A
i Yes ~ INo [ NA
Vives _ INo [ N/A
W Yes _INo ©|N/A
W Yes _No _NA
. Yes _No | N/A
¥ Yes [ No _IN/A
v Yes [_:No _N/A
¥ Yes [ iNo [ JN/A
W Yes [ JNo [_IN/A
W Yes T INo [ N/A
v Yes _|No [ N/A
V. Yes —INo [ NfA
WiYes _1No [_ N/A
W Yes __iNo [ 7N/A
WiYes T No [ N/A
¥iYes [ No []N/A
WViYes [ No L] N/fA
v Yes [ No _]NfA
¥ Yes [ No _|N/A
v Yes [ JNo _]N/A
+ Yes [ INo _JNfA
¥ Yes  INo ] MN/A
o Yes _IMNo [ 1MN/A
¥ Yes I No [INA
W Yes I No [ N/A
v Yes —INo [ :N/A
W Yes _iNo [ N/A
¥ Yes _No [ N/A
W Yes _ No [_ N/A
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Service Type Location

209 PULL STATION BY 3RD FL STAIRS A __ No [ _N/A
210 PULL STATION BY 3RD FL STAIRS B [ No _N/A
211 SMOKE DETECTOR 3RD FL HALL 1-6 [ Ne 0 N/A
212 SMOKE DETECTOR 3RD FL HALL 2-6 CINe _iN/A
213 SMOKE DETECTOR 3RD FL HALL 3-6 TINe ] NA
214 SMOKE DETECTOR 3RD FL HALL 4-6 1IN T nA
215 SMOKE DETECTOR 3RD FL HALL 5-6 “INo [ WA
216 SMOKE DETECTOR 3RD FL HALL 6-6 TiNo [IN/A
217 SMOKE DETECTOR 301 1-2 L No [ n/a
218 SMOKE DETECTOR 301 2-2 L No [ n/a
21% SMOKE DETECTOR 302 1-2 CiNo . N/A
220 SMOKE DETECTOR 302 22 LINo _1N/A
221 SMOKE DETECTOR 303 1-2 ClNo . N/A
222 SMOKE DETECTOR 303 2-2 “INo 1 NA
223 SMOKE DETECTOR 304 1-2 TINe [ NA
224 SMOKE DETECTOR 304 2-2 TNe [InA
225 SMOKE DETECTOR 305 1-2 L No [:IN/A
226 SMOKE DETECTOR 305 2-2 [CiNo [ N/A
227 SMOKE DETECTOR 306 1-2 [ No ©_N/A
228 SMOKE DETECTOR 306 2-2 CiNe —N/A
229 SMOKE DETECTOR 307 12 TINe I N/A
230 SMOKE DETECTOR 307 2-2 “INoe _IN/A
231 SMOKE DETECTOR 308 1-2 “INoe _JN/A
232 SMOKE DETECTOR 308 2-2 “INo IN/A
233 SMOKE DETECTOR 309 1-2 TiNo [ INA
234 SMOKE DETECTOR 300 2-2 T No [N/
235 SMOKE DETECTOR 310 1-2 T No [N/A
236 SMOKE DETECTOR 310 2-2 CoNo [n/A
237 SMOKE DETECTOR 311 1-2 TiNo [ N/A
238 SMOKE DETECTOR 311 22 (INo [ N/A
239 SMOKE DETECTOR 312 1-2 CINo [ N/A
240 SMOKE DETECTOR 312 2-2 Ll No [t N/A
241 SMOKE DETECTOR 313 1-2 TINo I NjA
242 SMCKE DETECTCR 3132-2 “INo ] N/A
243 SMOKE DETECTOR 314 1-2 “iNo T IN/A
244 SMOKE DETECTCOR 314 2-2 “iNo I N/A
245 SMOKE DETECTOR 3151-2 LNo I N/A
246 SMOKE DETECTOR ’ 315 2-2 Mo ] n/A
247 SMOKE DETECTCR 2ND FL STAIRS A [ No [JN/A
248 SMOKE DETECTOR 2ND FL STAIRS B ToNo [Ina
249 PULL STATION BY 2ND FL STAIRS B [ No [JN/A
250 PULL STATION BY 2ND FL STAIRS A [iNo [IN/aA
251 SMOKE DETECTOR 201 1-2 [INe [ NA
252 SMOKE DETECTOR 201 2-2 Cino [ NA
253 SMOKE DETECTOR 202 1-2 TINo [N
254 SMOKE DETECTOR 202 2-2 TiNe [ N/A
255 SMOKE DETECTOR 202 1-2 TINo [ A
256 SMOKE DETECTOR 2032-2 “INe [ N/A
257 SMOKE DETECTOR 204 1-2 “INo i N/A
258 SMOKE DETECTOR 204 2-2 “INe T n/A
259 SMOKE DETECTOR 205 1-2 “JNo T N/A
260 SMOKE DETECTOR 205 2-2 _INe __ njA
261 SMOKE DETECTOR 206 1-2 _INoe _ N/A
262 SMOKE DETECTOR 206 2-2 TINe _N/A
263 SMOKE DETECTOR 207 1-2 “INe __ N/A
264 SMOKE DETECTOR 207 2-2 “Ne  N/A
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265
266
267
268
269
270
271
272
273
274
275
276
277
278
279
280
281
282
283
284
285
286
287
288
289
250
291
292
293
294
295
296
297
298
299
300
30
302
303
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Service Type
SMOKE DETECTCR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTCR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
HEAT DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR
SMOKE DETECTOR

Location

208 1-2 VYiYes [ [No _|N/A
208 2-2 ¥ Yes T iNo _]N/A
209 1-2 V. Yes . No T INA
209 2-2 v Yes _ No [ N/A
210 1-2 ¥ Yes [ No [_N/A
21022 W yes [ No [N/A
211 1-2 ¥Yes [ No [_ NA
211 2-2 ¥ Yes [_Ne __ N/A
212 1-2 ¥ Yes i No __NfA
212 2-2 ZYes __ No _IN/A
213 1-2 Y Yes _No _JNA
213 2-2 W Yes __ No _N/A
214 1-2 ¥ Yes T No T INA
214 2-2 ¥ Yes _No _|N/A
215 1-2 W Yes [ iNo [ ]N/A
215 2-2 ¥iYes [ No [ N/A
2ND FL HALL 1-6 viYes " [No [ N/A
2ND FL HALL 2-6 Y. Yes T iNo [ N/A
2ND FL HALL 3-6 ¥ Yes _No _INA
2ND FL HALL 4-6 W Yes __No _IN/A
2ND FL HALL 5-6 W Yes o No | N/A
2ND FL HALL 6-6 ¥ Yes [ No N/
FLECTRICAL RM W Yes [ No - _IN/A
15T FL HALL 1-9 v, Yes [ No L[ INn/A
15T FL HALL 2-9 v Yes [ No [ N/A
15T FL HALL 3-9 vV Yes [ No | IN/A
15T FL HALL 4-9 V¥ Yes [ No [ N/A
1ST FL HALL 5-9 V. Yes [ Ne [_ N/A
15T FL HALL 6-9 ¥ Yes _INo [ N/A
1ST FL HALL 7-9 V' Yes _Ne [_ N/A
15T FL HALL 8-9 W Yes _No T NA
1ST FL HALL 9-9 W Yes _ Na __ N/A
1ST FL ADMINISTRATION 1-6 WV Yes No .0 N/A
1ST FL ADMINISTRATION 2-6 v Yes [ No _IN/A
15T FL ADMINISTRATION 3-6 W Yes | No __ MN/A
15T FL ADMINISTRATION 4-6 W Yes [ No _NfA
15T FL ADMINISTRATION 5-6 V. Yes . _No _IN/A
1ST FL ADMINISTRATION 6-6 W.Yes [ iNo _]NA
15T FL ADMINISTRATION CAMERA RM v, Yes [ INo _]NA
City Fire Equipment Company, Inc. Page 8 of §
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Fire Alarm Inspection Report

Property Name:
Property Address:

Phone Number:
Contact:

System Designation:

Inspection

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1059

DR ROBINSON TOWER Inspector: JOAN FORERO- HURTADO
1000 3RD AVENUE Contract No.: 29275

ASBURY PARK, NJ 07712 Inspection Date: 11/30/2022

(732) 774-2660

AL PERALTA

Fire Alarm System

Comments / Remarks

9 PANEL WAS FOUND WITH AROUND 5 TROUBLES CAUSE BY TENANS AND MISSING DIVICES PLEASE FOLLOW 11/29/22
UP WITH PICTURES

Sensitivity testing is not part of this test and should be conducted on two year intervals.

Tuesday, December 20, 2022 City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 ¢ Fax: 973-781-1099
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Back Flow Preventer
Backflow Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29462
Inspection Date: 11/4/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

System Designation: Back Flow Preventer

Property Name: DR ROBINSON TOWER

Property Address: 1000 3RD AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

Type: RPZ (Reduced Pressure Backflow Prevention Devices Assembly)

Please see comment Page Attached

General

1 Certificate#
Make
Model
Size
Serial Number
Test Type
Description
7 Device ID Number
8 Test Kit Serial#
9 Calibration Date

(o2 U5 S SN O B\

Inspection

10 Check Valve No. 1 Status
PSID

11 Check Valve No. 2 Tightness Status

12 Flow Condition Evaluated Status

13 Relief Valve DP Opening Point Status
PSID

14 Check Valve No. 2 DP PSID

Additional Info

15 At the time of the test, the downstream shut-off valve was

16 Line Pressure PSI

17 Protection Type

18 Test Results Passed?

19 Signature of Certified Tester
20 Test Witnessed by:

21 Water Works Official:

22 Owner Agent:

23 State Official:

24 Service Restored

Tuesday, December 20, 2022

0015170
WATTA

909

4

190183
ANNUAL TEST

1
09220175
9/22

CLOSED TIGHT
0.0

CLOSED TIGHT
NO FLOW
OPENED AT PSID
0.0

0.0

CLOSED TIGHT

0

SERVICE LINE

NO

JOAN FORERO- HURTADO
MAINTENANCE

N/A

N/A

N/A

YES

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 » Fax: 973-781-1099

Page 1 of 2



Back Flow Preventer
Backflow Report

Property Name:

Property Address:

Phone Number:
Contact:

System Designation:

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

DR ROBINSON TOWER Inspector: JOAN FORERO- HURTADO
1000 3RD AVENUE Contract No.: 29462

ASBURY PARK, NJ 07712 Inspection Date: 11/4/2022

(732) 774-2660 ’

AL PERALTA

Back Flow Preventer

Type: RPZ (Reduced Pressure Backflow Prevention Devices Assembly)

General

Comments / Deficiencies

18 MISSING TEST COCK PLUS A BACKFLOW DEVICE ON THE BYPASS SIDE

Tuesday, December 20, 2022 City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099

11/4/22

Page 2 of 2



Wet Sprinkler System
Water Based Wet Pipe Test Report

Inspector: JOAN FORERO- HURTADO
Contract No.: 29274
Inspection Date: 11/3/2022

ASBURY PARK HOUSING AUTHORITY
1000 1/2 THIRD AVENUE
ASBURY PARK, NJ 07712

Property Name: DR ROBINSON TOWER

Property Address: 1000 3RD AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation: HOUSING AUTHORITY BLDG
Please see comment Page Attached

understands sprinkler systems that are designed tor cold temperatures require special maintenance that is not covered

under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Thursday, November 10, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 « Phone: 973-560-1600 e Fax: 973-781-1099




Wet Sprinkler System
Water Based Wet Pipe Test Report

Property Name: DR ROBINSON TOWER

Property Address: 1000 3RD AVENUE
ASBURY PARK, NJ 07712

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation: HOUSING AUTHORITY BLDG
This Report Covers:  Annual

733 Ridgedale Avenue
East Hanover, NJ 07936
Phene: 973-560-1600
Fax: 973-781-1059
Inspector: JOAN FORERO- HURTADO
Contract No.: 29274
Inspection Date: 11/3/2022

Inspections
General
19 ¥ Yes [ INa [ ]N/A Sprinklers tested or replaced per appropriate testing schedule
ﬁonthly
General
20 [ Yes [ [No [ |N/A  Gauges - normal water pressure maintained
Control Valves
21 W Yes [ INo [ N/A Inthe correct (open or closed) position
22 v Yes _INo [ N/A  Sealed, locked, or supervised
23 W Yes [ INo [ |N/A  Accessible
24 v Yes | |No [ N/A  Free from damage or leaks
25 ¥ Yes [ No [ | N/A  Proper signage
Alarm Valves
26 ¥ Yes [ No [ |N/A  Free of damage
27 ¥/ Yes [ No | |N/A  Accessible
28 W Yes I No _N/A  Retard chamber/alarm drains not leaking
6ual‘ter|y R
General
29 ¥ Yes [ |No [ | N/A  Alarm devices-free of damage
30 _JYes [ INo v N/JA  Alarm devices-water motor gong
31 _IYes _INo [¥ N/A  Hydraulic data nameplate-securely attached to riser/legible
32 ¥Yes " INo [ N/A Main drain test-if the sole supply is through a backflow preventer
Residual psi 150
Static psi 140
33 [ |Yes | |No v NJA  Areresults within 10% of previous year?
Fire Department Connections
34 ¥/Yes [ INo [ |N/A  Visible and accessible
35 viYes [ [Ne [ |N/A  Coupling/swivels operate correctly
36 v Yes [ |No [|N/A Plugs/caps are in place
37 ¥/ Yes [ INo [ |IN/A  Gaskets are not damaged
38 ¥/ Yes [ |No [ |N/A  Identification signs are in place
39 W Yes || No [ |N/A Ball drip valve is functional
Pressure Reducing Valve
40 [ IYes [ |No I N/A Isthe open position/not leaking
41 " JYes [ INo I N/A  Maintaining downstream pressure
42 [ |Yes [_JNo [ N/A  Ingood condition

Tuesday, December 20, 2022

City Fire Equipment Company, Inc. Page 2 of 4

733 Ridgedale Avenue, East Hanover, NJ 07936 e Phone: 973-560-1600 e Fax: 973-781-1099



Semi-Annual

General
43 ¥ Yes __No _JN/A  Supervisory switch functions
44 o Yes [ No ] N/A Alarm devices-inpsectors test or bypass opened/obstructed waterflow
Annual -
General
45 Wi Yes I No _ N/A Main drain test
Static psi 150
Residual psi 140
45 _iYes | _No [wiN/A  Areresults within 10% of previous year?
47 W Yes —_ No [ N/A Al control valves operated through full range of motion and returned to normal position
48 [ 1Yes T  No +« N/A  Specific gravity or anti-freeze system (if present)
49 i, Yes - ]No _iN/A  Backflow preventer-test
50 ¥ Yes __No _|N/A  Backlflow preventer-flow test
Sprinklers (visible)
51 W Yes [ No [_IN/A  Nodamage or leaks
52 wiYes [ No [ N/A  Free of corrosion, foreign material, or paint
53 [ Yes _ifNo -~ NfA  Installed in proper orientation
54 v Yes  INo _IN/A  Fluid in glass bulbs
55 __ Yes No . N/A  Spare sprinklers-proper number and type. Complete with wrench?
56 « Yes No [ IN/A  Hangers and seismic bracing-not damaged or loose
Pipes and Fittings (visible)
57 WiYes [ No [ iN/A  Ingood conditicn/no external corrosion
58 W Yes [ No __ N/A  No leaks or mechanical damage
59 I¥iYes [ JNo . N/A  Correct alignment-no external loads
60 [ Yes _INo « N/A  Hose racks-Inspected per NFPA 1952
Three-Year o
General
61 ~ Yes _ No [ IN/A  Hose has been tested in accordance with NFPA 1962
Five-Year
General
62 [ iYes [ No [_ N/ Alarm value interior including strainers, filters, and restriction orifice
63 [JYes [ inNo —_ N/A  Check valve-internal moves freely, in good condition
64 [ IYes "iNo i N/A Obstruction inspection-no foreign cor obstructing material found
65 [ JYes _INo —iN/A  Gauges tested or replaced
66 | |Yes _No _iNJA Pressure reducing valve-flow test and comparable to previous results

Tuesday, December 20, 2022

City Fire Equipment Company, Inc.

733 Ridgedale Avenue, East Hanover, NJ 07036 » Phone: 973-560-1600 ¢ Fax: 973-781-109%

Page 3 of 4




Wet Sprinkler System
Water Based Wet Pipe Test Report

733 Ridgedale Avenue
East Hanover, NJ 07936
Phone: 973-560-1600
Fax: 973-781-1099

Property Name: DR ROBINSON TOWER Inspector: JOAN FORERO- HURTADC
Property Address: 1000 3RD AVENUE Contract No.: 29274
ASBURY PARK, NJ 07712 Inspection Date: 11/3/2022

Phone Number: (732) 774-2660
Contact: AL PERALTA

System Designation: HOUSING AU'fHORITY BLDG
Comments / Deficiencies

General
5 GARBAGE COMPACTOR ONLY 11/3/22

Subscriber understands that sprinkler systems have water in them and will freeze if left unheated. The subscriber also
understands sprinkler systems that are designed for cold temperatures require special maintenance that is not covered
under this agreement.

Subscriber understands that this agreement is for system inspections, although recommendations may be made
regarding head placement, pipe size or any design issue, CFE is in no way reviewing or accepting responsibility for the
design or the installation of your system. It must be assumed that the system was installed and tested to meet all local
and state codes. It is also assumed that any changes in the building design or occupancy of the building have been
done with approval of the local authorities and the system design has been approved.

Tuesday, December 20, 2022 City Fire Equipment Company, Inc. Page 4 of 4
733 Ridgedale Avenue, East Hanover, NJ 07936 ¢ Phone: 973-560-1600 e Fax: 973-781-1099




